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1 | PuBulioelc eykataotatn: Mivakec mou mpeEmeL va
OUUMANPWBOUV amod ToV EYKATAOTATN

1 PuBuloelc eykataotatn: MNivakec mou npemel
va CUUTANPWBOOUV Ao TOV EYKATAOTATN

1.1 Obnyoc pubuiong

PUOuLoN ‘ ZUUNANPWOTE...
Juotnpa
TUMOG €0WTEPLKAG povadag (Lovo
yla avayvwaon)
Tunog €¢edp1koU CUCTHUATOG
B€ppavong [9.3.1] (uovo yla
avayvwon)
Zgoto vepd xpnong[9.2.1]
EkTaKkTn avaykn [9.5]
Ap1Oudg Cwvwv [4.4]
JUoTnua mou €xel MANpwOel pe
YAUKOAN (puBuLon emiokomnong
eykataotacng [E-0D])
Anédoon avtiotaong doxetiou
[9.4.1] (av SatiBetal)
Ededbp1kd cvuotnua O€puavong
Tdon [9.3.2]
PUBu1onN [9.3.3]
Brijpa amodoong 1 [9.3.4]
Brijpa mpocbetng amddoong 2
[9.3.5] (av StatiBetal)
KUpia Cwvn
TUnog ekmopmnovu [2.7]
EAgyxog [2.9]
Agltoupyia onueiou pubuiong
[2.4]
Mpoypappa [2.1]
Tunog KapmuAng AO [2.E]
JupmAnpwuat ik Cwvn (Loévo av [4.4]=1, SutAn Lwvn)

Tunog ekmopmnou [3.7]

EAgyx0G (Hovo yla avayvwaon) [3.9]

Agltoupyia onueiou pubuiong
(3.4]

Mpoypappa [3.1]

Tunog KapmuAng A [3.C] (Lovo yla
avayvwon)

08nyog avadopag xpriotn

4

P DAIKIN

ETVH/X16S518+23DA6V+9W(G) + ETBH/X16DA6V+9W
Daikin Altherma 3 H HT F+W
4P586456-1A —2020.01



1 | PuBulioelg eykataotatn: MNivakeg mou mpeEneL va
OUUMANPWBOUV amod ToV EYKATAOTATN

PUOuION ‘ ZUUNANPWOTE...

Aoxeio (av SlatiBetat)

Agltoupyia B€ppavong [5.6]

Inuetio pubuiong dveong [5.2]

Inuetio pubuiong Eco [5.3]

Inueio pubuiong avabeppavong
(5.4]

Agltoupyia onueiou pubuiong
(5.8]

TUnog KapmuAng AO [5.E] (uovo yla
avayvwon)

1.2 Mevou puBuioswv

PUOION ‘ ZUUNANPWOTE...

Kopia Cwvn

Tunog Beppootdrn [2.A]

SUMIAnpwuatiky Cwvn (av dlatiBetal)

Tunog Beppootdrn [3.A]
MAnpodopieg

Itolxeila avtimpoowrnou [8.3]

Daikin Altherma 3 0T oo P DAIKIN T
Daikin Altherma 3 H HT F+W 5
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2 | Tpyopog 0dnyog

2 [pnyopog 0dnyogq

2.1 Eninebo nmpoofaong xpriotn

H mooodtnta Twv mMAnpodoplwyv mou unopeite va Stafacete kal va enetepyaoteite

otn Sopn Hevou efaptatal amo To eninedo npoofaocng xpnotn:

= Xpriotng: Turikr Aettoupyia

= [IpOXWPNUEVOG XPNoTNnG: Mmnopeite va esudavicete kal va emnefepyaoteite

TieplocoTePeC MAnpodopieg

MNa va aAldaéete to eninedo npdcfacng xpRotn

1 |Metaeite oto [B]: MpodiA xpriotn. QO
B
& Mpooia xpriom

2 |Ewoayayete tov oxvovta Kwdko pin yia to eninedo mpocBaong —
xpnotn.
= MepinynBelte otn Alota aplBuwy Kal aAAAETe ToV eTUAEYUEVO| O« @3

aplOuo.

= MeTtaklvnoTe To Spopéa amnod aplotepd pog Ta Sefla. -0
= EmBeBalwote Tov KWIKO pin KAl TPoXwEHoTE. Qu-O

AvayvwpLOTIKOG KWSLKOG XProTn

O avayvwpLloTikog KwKOG yla TN emloyr Xpriotng eivat 0000.

Xpnotng

AvayvwpLOTIKOG KWELKOG yLa TPOXWPNHEVOUG XPHOTEG

O avayvwpLloTikog KwdIKOG yla tnv erhoyr NMpoxwpnUeEVog Xprnotng elvat 1234,

Twpa epdavifovial mepLOcOTEPA OTOLKELQ LLEVOU OTO XpNoTN.

Mpoxwpnpévog xpnaotng

1234
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2 | M'priyopog 0ényog

2.2 ©¢ppavon/Ppuén xwpou

MNna va ENEPFOMNOIHZETE ; va ANENEPIOMOIHZETE tn pUOLon Ogppokpaociog

XWpou
1 |MetaBeite oto [C.1]: Ae1toupyia > Xwpog. QO
C.1 Aermoupyia
Xwpog EvepyoTroi

non

Oépuavon/yugn xwpou  Evepyorroi
non

2 | PuBuiote ) Aettoupyla oe Evepyomnoinonn OO}
Anevepyomnoinon.

Mo vo ENEPFOMOIHZETE f; va ANENEPTOMOIHZETE tn Asttoupyia 8¢ppavonc/
Puéng xwpou

EIAONOIHZH

AVTIOYETIK TtpooTtacia xwpou. Akopa kat av AMENEPITOMOIHZIETE tn Asttoupyla
B¢puavong/Luéng xwpou ([C.2]: Aeitoupyila > O€ppavon/UWUEn  xwpou), n
QVTUTOYETIKY TpooTacia xwpou, €hOOOV €lval EVePYOTOLNUEVN, Ba mapapuelvet
EVEPYN.

EIAONOIHZH

AvtluKTIKN Ttpootacia owARVWY vepou. Akopa kot av AMENEPTOTMOIHIETE tn
Aettoupyia Bépuavong/Piuéng xwpou ([C.2]: Aeltoupyia > Ofpuavon/Yugn
XWPOU), N AVIUPUKTLKN TpooTacio CWANRVWY vVePoU, ehOoOV elval evepyomoLnueEvn,
Ba mapapelvet evepyn.

1 | MetaBeite oto [C.2]: Ae1Ttoupyia > O€puavon/Pugn QO
XWwpou.
C.2 Aermoupyia
Xwpog Evepyotroi

non

Oéppavon/yugn xwpou Evepyorroi
non

Doxeio ATtrevepyo
Troinon

2 | PuBulote tn Aettoupyla oe Evepyomoinon n OO}
Anevepyomnoinon.

MNa va aAlagete tnv emBupntr) Osppokpacia Ywpou

Katd tov €Aeyxo tng Bepuokpaciag Xwpou, UMOPE(Te va XPNOLUOTOINOETE TNV
0Bovn onuelou puBulong Beppokpaociag ywpou vyl va SlaBdoste kat va
TIPOCAPUOCETE TNV eMBupNnTA Bepuokpaoia xwpou.

1 |MetaBelte oto [1]: Xwpog. @O

1

@meog
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2 | Tpyopog 0dnyog

2 | Mpooappodote TNV embupntn Bepuokpacio Xwpou. OO}

a b
|

b 4

@ 21<7

Xwpog

a MNpaypatikr Beppokpacia xwpou

b EmBupuntr Bepuokpacia ywpou

MNa va aAlagete tnv embupntr Ogpuokpacia e§epyopevou vepou

Mrmopeite va xpnolgomnotjoete tnv o0Bdvn onueiou puBuwong Bepuokpaciag
efepyopevou vepol yla va OlaPAceETe KAl VO TIPOOAPUOCETE TNV emBupnT
Bepuokpacia e€epyduevou vepou.

1 |MetaBelte oto [2]: KUpia Cwvn r To [3]: ZUPMANPWHAT LKA Qs:-O
Zwvn.

2

@Kupm Za@vn

m:r ZUPTTANPWHATIKA JWvn

2 |Mpooapudote tnv emBupnth Bepuokpacia e€epydpevou O---0}
vepoU.

35w

Kupia duvn

ZUPTTANPWHATIKA {Wvn

a Mpayuatikn Beppokpaocia e€epxdpevou vepou

b EmBuuntn Beppokpacia eéepxdpevou vepou

MNna va aAAagete thv KapmuAn aviiotdduiong yia tig {wveg O£puavong/Ppuéng
Xwpou

1 MetaBeite otnv avtiotown {wvn:

06nyog avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W§(3.) + ETBH/X16DA6V+9W
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2 | Tpriyopog 08nyog

Zwvn Metapeite otig pubpiosls ...
Kupla {wvn — Oéppavon [2.5] KUpla Cwvhn > KoumuAn AO
B€ppavaong
KUpla {wvn — Wuén [2.6] KUpla Cwvn > KoumuAn AO
pogng

JupnAnpwuatikr {wvn — O€éppavon [3.5] ZupmAnpwpatikg Cwvn >

KaprmuAn A© ©€ppavong

ZupnAnpwpotikr {wvn — Wogn [3.6] ZupmAnpwpatikng Cwvn >

KapmuAn A® Quéng

2 AMGETe TNV KaumuAn avtiotddulonc.

Ynidpyouv 2 TUTOL KAUTTUANG avTLOTABULIONG: KaUUAn dtadopag-andkAlong
(mpoemiAeyuévn) Kal KapmuAn 2 onueiwv. Av xpeldletal, MMopeite va
aMaéete Tov TUMo otn puBuion [2.E] Kupla dwvn > TUnmog KOumuAng AO.
O TpomoC pUBULONCE TNG KAUMUANG e€apTATAL ATtO TOV TUTIO TNC.

KopurtoAn Siadopdg-andkAiong

Awadopad. Av ahddéel n Sladopd, n véa  AmOkAlon. Av aAAEeL n amokALon, N
TIPOTILWHEVN Bepuokpacio 0To CNUEl0  VEQ MPOTLUWUEVN Bepuokpacia oTo

X1 elval dvioca upnAdtepn amno tnv onueto X1 etvatl tooduvapa unAotepn
TIPOTILWHEVN Beppokpacia oto X2. LLE TNV TIPOTIHWHEVN Beppokpacoia oto
X2.

0

X1, X2
Y1~va

Q n T O

E¢wtepikn Beppokpacia meptBarovtog
ErmBuuntr) Beppokpacia Soxelou

KapumuAn avtiotabuiong mptv amo TG aANayEg
KoprmuAn avtiotabuiong Letd TG aAAayeg
Aladopd

AmokAlon

MBaveg evépyeleg o auThV TV 000vn

©---O

EnkéEte Tn Sladopd fy Tnv amokALon.

O---Q)

Augnote | pewwote tn Stadopd/amokiion.

O Q.

Av €xel emudeyel n Stadopd: opiote ™ Stadopd kal petaeite
oTNV ATOKALON.

Av €xel eTUAEYEL N amOKALON: 0pLOTE TNV ATOKALON.

QO

EruBefalwote TIG aANQyEC Kal ETILOTPEYTE OTO UTIOUEVOU.

KoumnUAn 2 onpeiwv

8

Y2

N

X X2 o

X1, X2
Y1,Y2

E€wtepikr) Beppokpacia meptBdAlovtog
ErBupuntr) Beppokpacia efepxopevou vepou

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
Daikin Altherma 3 H HT F+W
4P586456-1A —2020.01

PDAIKIN 08nYoS avadopds xprot
9



2 | Tpyopog 0dnyog

MBaveg evépyeleg o€ auThVv TV 006vn

@0 MeplnynBeite otic Bepuokpacied.

OO} AN\GEte Tn Bepuokpaoia.

O Q@ MpoxwpnoTe otnv enopevn Bepuokpacia.
QO EruBeBalwote TI¢ aAayEC Kal ouvex(oTe.

Neploootepeg mAnpodopicg

M mepLooodTEPEC MANPOdGOPLeg, avatpelte emiong oTLG £EAG EVOTNTEC:

"4.4 Evepyomnoinon/anevepyornoinon SokLWaoTIkAC Aettoupyiac” [» 27]

"4.6 PUBUION Béppavonc/Puéng xwpou" [» 30]

"4.8 MpokaBopLOUEVEG TIUEC Kal tpoypappata’ [ 39]

"4.9 KapmuAn avtiotaBuiong” [» 47]

08nyog avadopag xpriotn
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2 | M'priyopog 0ényog

2.3 Ze0TO VEPO XPNONG

Mo va ENEPFOMNOIHZETE r} va ANENEPIOMOIHZETE tn Asttoupyia O£ppavong
Sdoxeiov

EIAOMNOIHZH

Nettovpyia armoAUpavong. Akopo kot av AMNENEPFOMOIHZETE tn Aettoupyla
Béppavong doxelou ([C.3]: Aettoupyia > Aoxelo), n Aettoupyia amoAvpavong Ba
nopapelvel evepyr). Qotoco, av tnv AMENEPTOMOIHZETE evw n Aettoupyla
amoAUpavong ekteleltal, Ba mapouvotactel opaApa AH.

1 |MetaBelte oto [C.3]: Ae1toupyia > Aoxeio. Q-0

C.3 Aerroupyia

O¢épuavon/yugn xwpou  Evepyotroi
non

Aoxgio ATrevepyo
Toinon

2 | PuBuiote ) Aettoupyla oe Evepyomoinon i OO}
Anevepyonoinon.

MNa va aAAagete to onpueio puBULONG TG Oepokpaciag Soxeiou

2tn Aettoupyia MOVO avoB€ppavaon, UMoPEite va XpnNoLOMOLNoETE TNV 086vn
onueilou puBulong Bepuokpaciag doxelou, yla va delte Kal va MPOCAPUOOCETE TN
Bepuokpaoia Leatol vepou xprong.

1 |MetaPelte oto [5]: Aoxeio. Qs O
5
EJQ_!AOXE“’
2 | PuBuiote tn Bepuokpaoia (eotol vepou xprong. OO}
a b

& 5OCU

Aoxeio

a MNpayuatikn Beppokpacia {eotol vepou XpHong

b EmBuuntn Bepuokpacia leotol vepol xprnong

Y& AAAeC Aettoupyleg, pmopeite povo va delte tnv 00ovn onueiou puBuLong kal dev
Umopelte va TNV TPOTOMOLOETE. AVT' QUTOU, UMOPE(TE VA TPOTIOTIOLNCETE TLG
puBuloelg ya TIg Aettoupyleg Inueio  pubuiong dveong [5.2], Inueio
puBuiong Eco [5.3] kat Znueio pubuiong avabepuavong [5.4].
MNa va aAAagete TV KAUnUAR avtiotdduiong ya to doxeio

1 Metapeite oto [5.C] Aoxelo > KapmuAn A.

2 AMGETe TNV KaumuAn avtiotaduionc.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW P DAIKIN 08nyog avadopag xphotn
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2 | Tpyopog 0dnyog

Yrdpyouv 2 TUTOL KAUTTUANC avTloTtddulong: KaurUuAn dtadopdg-andkAiong
(mpoemiAeypévn) Kal KapmuAn 2 onpeiwv. Av xpeldletal, pmopelte va
aMa&eTe Tov TUMo otn pubuon [2.E] Kupia dwvn > TUMOG KOUMUANnG AO.
O tpdmoc puBULoNG TNG KAUMTUANG e€apTdTaL amo Tov TUTO TNC.

KoumnUAn dwadopdg-andkAiong

Awadopad. Av alddéel n Stadopd, n véa  AmOkAon. Av aAAdEeL n amokALon, n
TIPOTLUWHEVN Bepuokpacia oTo onuelo  véa mpoTlUwuevn Bepuokpacia oto
X1 elval avioa uPpnAdtepn amo v onueio X1 eivatl tooduvapa vPnAotepn
TIPOTIUWHEVN Bepuokpacia oto X2. E TNV TIPOTIHWHEVN Beppokpacia oto

X1, X2 Efwrtepikr Bepuokpaacia meptBarovtog
Y1~Y4 EmBuuntr Beppokpacio Soxeiou

KapmuAn avtiotaBuiong mpv amo tg aAAayeg
KapmiAn avtiotabuiong Letd Tig aAAQyEC
Aladopd

AnokALon

Q. n TO

MOavEg evépyeleg o auThV TV 006vn

©:0 Enké€te Tn Sladopd r Tnv amokALon.

OO} Auénote ) pewwote tn Stadopd/anodkiion.
O Qn Av €xel erideyel n Sltadopd: opiote tn Stadopd kal petaeite
oTNV amokALon.

Av €xel eTtiAeyel n amokAlon: oplote TNV AmokALoN.

QTENe) EriBePatwote TI¢ aAAayEG KAl EMLOTPEYPTE OTO UTIOUEVOU.

KapmuAn 2 onueiwv

0

Y1

X1 X2 U4

X1, X2 Efwtepikn Beppokpacia meptBdAiovtog
Y1,Y2 EmbBupntn Beppokpacia Soxelou

MBaveg evépyeleg o€ auThV TV 006vn
-0 MepnynBeite otlg Bepuokpaoied.
OO} AN\GETe Tn Bepuokpaoia.
O @, Mpoxwpnote otnv enopevn Bepuokpacia.
QO ErBeBalwote TIG aAayEC Kal ouvex(oTe.

Neploocotepeg mAnpodopieg

Fa MePLOCOTEPEC TANPOPOPLES, avaTPELTE emiong OTLS €ENG EVOTNTEC:

= "4.4 Evepyomoinon/anevepyomoinon SoKLUAoTIKAC Aettoupylag” [» 27]
= "4.7 PUBuLoN {eoTou vepou xpnong" [» 35]

= "4.8 MNpoKkaBOPLOPEVEG TUIEC Kal Ttpoypappata” [» 39]

= "4.9 KapmuAn avtiotabuong” [» 47]

08nyog avadopag xpriotn
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3 | Fevikég mAnpodopleg

3 [evikeC mMAnpodoplec

3.1 Tevikég mpoduAdtelc aodpaieiac

3.1.1 T to xpnotn

é MPOEIAONOIHZH
Av AEN elote olyoupol yla tov TpOmo Asltoupyiac tne

LoVAOAG, ETUKOLVWVINOTE HE TOV TEXVLIKO EYKATAOTAONG.

é MPOEIAONOIHZH
AuTr n cuokeur dev mpoopileTal yia xprion amo matdid Kat
ATOPO.  UE UELWHEVEG OWUOTIKEG, alLoBNTNPLOKEC N
TIVEUHOTLIKEG LKAVOTNTEG, N Ao Atopa Xwpelc epmelpla Kat
YVWOELG, EKTOC €AV TN XElpllovTal KaTomy 0OnNyLwV OXETIKA
LLE TN XPNON TNC CUOKEUNG 1) UTO TNV emifAePn KaAmolou
aTOpoU UTteUBUVOU yla TNV aoPAAELd TOUG.

Mnv adnvete ta matdld xwpLlg emTrnpnon, TPOKELEVOU va
eCaodalioete otL Sev mallouy Ue TN CUOKEUT).

O kaBaplopdg Kkat n ouvihpnon amd Tov xpnotn Oev
TIPEMEL Va eKTEAOUVTAL Ao Taldld xwpic emtrpnon.

Q MPOEIAOMNOIHZH
Fla TNV amoTtpor NAEKTPOTIANELAC 1) TTUPKAYLAC:

= MHN Bpéxete tn povada.

= MHN xelpileote tn povada e Bpeyuéva xEpLa.

= MHN tomoBeteite avTlKelpeva ToOU TEPLEXOUV VEPO
EMAVW OTN povada.

é NMPOzZOXH
= MHN tomoBeteite avtike{peva i e€omALlOUO emMAvVw OTN
Lovada.

= MHN ka&Beote, pnv okopPaAWVETE KAl [NV OTEKEOTE
mAvw oTn povada.

= Ol povadec dpépouv to €€NC oUPBOAO:

[

AuTO onualvel OTL oL NAEKTPLKEG KOl NAEKTPOVIKEC OUOKEVLEC AEN Tpémel va
QVaPELYVUOVTAL UE OLKLaKA amoppippata mou Oev €xouv umofaAlovtal o€
Stahoyr. MHN mpoomabrioete va amocuvapUoAOYHOETE LOVOL COG TO GUOTNHAL

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
Daikin Altherma 3 H HT F+W 13
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3 | F'evikéc mAnpodoplieg

N AmMOCUVAPOAOYNGCN TOU CUCTAUATOC, O XELPLOKOG ToU PUKTIKOU, Tou Aadlov
Kal TwV AWV TUNUATWY TIPETIEL VA TIPAYUATOTIOLE(TaL amd €€0UGLOSOTNUEVO
EYKATOOTATN KAl oUPwWVA PE TNV Loxuouoa vouobeaia.

OL povadeg mnpénel va uolotavial €O emnetepyacia o  KATAAANAEC
EYKATOOTACELS YO TNV EMaQvVaxpnolponoincn, tnv avakuKAwon Kol Tnv
anokatdotaon Touc. Opovtiloviag yla T ocwaotr andppuPn Tou mpolovtog, Ba
OUUBAGAAETE OTNV amoduyrn Twv TUOAVWY 0PVNTIKWY OCUVETIELWY YlO TO
neplBaAlov  kat TV avBpwrivn uyela. T TEpLocOTEPEG TIANPOdOPILES,
ETUKOWVWVNOTE E TOV EYKATAOTATN 0OC I TNV AprOSLa TOTILKA apXh.

= OL unatapiec dépouv to €N cUBoAO:

Autod onualvel 6tL n pmatapia AEN Tp€mel val avapelyVUETAL UE OLKLAKA
anopplppata mou dev umtoBailovtal og Staloyr. Av KaTtw and auto To cUPBOAO
avaypadpeTal eva XnUkO oUpPBoAO, aUTO onuaivel OTL N umatoaplo MeEPLEXEL
OUYKEVTPWON KATIOLOU BOPEWG LETAAAOU TIOPATIAVW ATIO L0 CUYKEKPLLEVN TLUA.
MBava xnuka cupBola sivat: Pb: péAuBdog (>0,004%).

Ol XpnOoWOTIOINUEVEG Uratapieg Tpemel va udlotavtal €8k enetepyacia oe
KATAANAEG €yKATAOTAOELG LA TNV EMavaypnoluomnoinon touc. Alaodpalilovrag
TN oWwoTH amoppun TwWV XPNOLWIOTIOINUEVWY Umataplwy, Ba cUUPBAAETe oTtnv
amotpornr] eVOEXOUEVWY OPVNTIKWY OUVETELWV yla TO TEPIBAAOV Kal TnVv
avBpwrivn vyeia.

3.2 MAnpodopliec yia ta Eyypada tekpunplwong

= Ta mpwtotuna gyypada tekunplwong €xouvv ouvtaxBel ota AyyAlkd. ‘OAeg ot
UTTOAOLTTEC YAWOOEC QmOTEAOUV LETADPACELC.

= OL nmpoduAdéelc mou Tmeplypddovial oTo TOpovV €yypado KAAUTTOUV TIOAU
ONUavTIKA B€pata kat Ba MpEMEeL va TLG TNPELTE TTPOTEKTIKA.

* H eykatdoTaon ToU CUOTAHATOC Kal OAEC OL EVEPYELEG TOU TIEPLYPAdOVTAL OTO
EVXELPISLO eykaTtdotaong kol Tov odnyo eykatdotaong mpémnel MPEMEl va
ekTeAoVVTAL amo £€0U0L0O0TNUEVO TEXVIKO EYKATACTAGCNC.

3.2.1 NMAnpodopleg yla To mapov eyypado

20G EUXOPLOTOUE TIOU ayopdcaTe auTod To TPoiov. MapdkAnon:

= Alafdote ta €yypada TEKUNPLWONG TPOCEKTIKA TPV amod Tn xpron Tou
Xelplotnpliou, yla va dlaodallotel n kahUtepn duvatr anodoon.

= ZNTAOTE QMo TOV EYKATAOTATN VA 0OC EVNUEPWOEL OXETIKA e TIG puBuioeLg mou
xpnolgomnoinoe yla va puBuioel TIq MOPAUETPOUC TOU ouOTAUATOC. EAEyEte av
CUUTMANPWOE Toug Ttivakeg pubuloewv eykataotatn. Av oxL, {NTHOTE TOU VA TO
KAVEL.

= QuAdte Ta éyypada TeKUnplwaong yla LeANOVTIKA avadopd.
ZTOXEUOMEVO KOLVO

TeAkol xpriotec

Noakéto eyypadwv TeKUnpiwong

To mapodv €yypado amoteAel PEPOC TOU TAKETOU eyypddwv Tekunplwong. To
TIANPEG TIAKETO TEPIAABAVEL Ta EENG:

08nyog avadopag xpriotn
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Fevikég mpodulagelg aopaleiog:
- Obnylec aodpaleiag Tic omoleg mpemel va SLABACETE TIPLY ATIO TNV EYKOTACTAGCN

- Mopdn: Evtumo (otn cuoKkevaoia TG E0WTEPLKNG Hovadag)

Eyxelpidio Asttoupyiag:

- Ipryopog 06nyog yla Baoikn xprion

- Mopdn: ‘Evtumo (oTtn cuokeuaoia TS E0WTEPLKNAC HLovAadac)

= 08nyoc avadopdg xpnotn:

- Nemtopepelc 0dnyleg PrApo-Prina Kol YEVIKA eVNUEPWTIKA OTOLXEla yia Bactkn
XPNGON KAl Xprion yia POoXwpnHEVOUG

- Mopdn:  Apxela oe  Ynowky  popdn oty tomobeoia  http://
www.daikineurope.com/support-and-manuals/product-information/

= Eyxelpidlo sykataotaong — E§wtepikn povada:

- Odnyleg eykataotaong

- Mopdn: Evtumo (otn cucokevaaoia tng e€wteplkng povadag)
= Eyxepidio sykatdotacng — Ecwtepki povada:

- 0Obnyleg eykataotaong

- Mopdn: Evtumo (otn cuokevaoia TG E0WTEPLKNAC HLovAadac)
= 06nyo¢ avadopdg sykataotatn:

- Mpoetolacio TG eykataotoong, Kavoveg opBnG TPAkKTKAG, oTtolela
avadopdg, ...

- Mopdn:  Apxela oe  Ynowkn  popdn  otnv  tomobecia  http://
www.daikineurope.com/support-and-manuals/product-information/

= JUMUTANPWHOTLKO EYXELPLOLO YLOL TOV TTPOAULPETIKO EEOTALOMO:
- MpooBeteg mMAnpodopleC OXETIKA HPE TNV €yKATAOTACN TOU TIPOALPETIKOU
efomALopol
- Mopdn: ‘Evtuno (otn ouckevaoia Tng €0wTEPLKAC povadag) + Apxela oe

Pnodlakn popdn otnv tomobeoia http://www.daikineurope.com/support-and-
manuals/product-information/

OL o mpoodateg avabewpnoel Twy TAPEXOUEVWY eyypddwy Tekunplwong
evbéyetal va elval dlabéatueg otov Siktuako Tomo tng Daikin Tng meploxng oag n
VO UMopELlTe va TIg mpopnBeuTelte amod ToV EYKATOOTATN OAG.

Ta mpwtotuTa €yypada tekunplwong €xouv cuvtaxbel ota AyyAwkd. ‘OAeg ol
UTTOAOLTTIEG YAWOOEC ATOTEAOUV LLETAPPATELC.

Edappoyn Daikin Residential Controller

Mropeite va xpnoluomnotioete tnv edpappoyr Daikin

WV DAIKIN L ) L
Residential Controller, av €xet SlapopdwBel amnod tov
EYKATAOTATN OAC, VLA VO XELPLOTELTE KAl va
TIAPAKOAOUBNOETE TNV KATACTACN TOU CUCTAHATOC
avtAlag Beppotntacg Daikin Altherma. MNa meplocdTepeg
nmAnpodopleg, avatpefte otnv €€ng Tomobeaotia:
http://www.onlinecontroller.daikineurope.com/
ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW |4 DAIKIN 08nyog avadopdg xpriotn
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AUVOKEG SLASPOMEG

Ot duvapikéc Stadpopég (mapadetypa: [4.3]) oag BonBolv va eviomnilete To onpelo
oTo omolo Bplokeote otn Soun UeVoOU Tou Xelplotnplou.

1 |l va evepyomolNoete TI¢ SuVaLKES Stadpopéc: MNatnote To ?
kouurti BonBelag amd Tnv apykn 08ovn A Tnv 08dvn Bactkov
pevou. Ot duvapikég dSladpopég epdavidovtal otny navw
aplotepn ywvia tng 08ovng.
2 | Mo Vo ameveEPYOTOLNOETE TG SuVaLKEC Stadpopég: Matnote ?
¢avad to kouuri BonBelac.
Emiong, To mapodv éyypado avadépel aUTEC TLG SUVAULKEG Sladpopéd. Mapadsypa:
1 |Metapelte oto [4.3]: O€ppavon/PuEn xwpou > EUpoG QO
Age1toupyilag.
AUTO onpualvet:
1 | Zekwwvtag amod TNV apyxlkn 0Bovn, meplotpePTe TOV OpPLOTEPD -0
emAoy€a kal petaPeite oto otoxelo O€ppavaon/Pugn xwpou.
i);ié O¢éppavan/yugn xwpou
2 |Mi€oTte ToV aploTePO ETAOYEQ YLA VA AVOIEETE TO UTIOUEVOU. QO
3 | MeplotpéPte TOV aploTePO ETAOYEQ KAl PETaBE(Te 0TO OTOXED | 1©:+-O
EUpog Aeitoupyiag.
:);é: EuUpog Aeitoupyiag
4 |T1€0TE TOV APLOTEPO ETUAOYEQ VLA VO OVOLEETE TO UTTOUEVOU. Q-0

3.2.2 Inuooia twv mpoeldomoinTikwy evOelEEwV Kal TwV OUUPBOAWY

KINAYNOZ

YrnobelkvUel pla kataotaon otnv omola Ba mpokAnBel Bdavatog 1 ocofapodc

TPOUHATIOUOG.

YroSelkvUEeL pLa kat@otaon otnv onola Ba umopouoe va pokAnBet nAektpomAnéia.

KINAYNOZ: KINAYNOZ ETKAYMATOZ

c KINAYNO?Z: KINAYNOZ HAEKTPOMAH=IAZ

YrnobelkvUel pla katdotaon otnv omola Ba umopoloe va TPokANBel €ykauua

eCautiog umepBoAKA LPNAWY ) XAUNAWY BEPHOKPATLWV.

% KINAYNOZ: KINAYNOZ EKPH=HZ

|
[ 2\ Yrosewviel pta katdotaon otnv onola Ba prmopouoe va mpokAnBet ékpnén.

08nyog avadopag xpriotn
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MNPOEIAOMNOIHZH

YrnobelkvUeL pla kataotaon otnv onola Ba pmopovoe va mpokAnBel Bavatog n
00BapodG TPAU UOTIOUOC.

MNPOEIAONOIHZH: EYDAEKTO YAIKO

NMPOZOXH

YrodelkvUel pla kataotacn otnv omoia Ba umopouoe va mpokAnBel ehadpuc n
QPKETA 0OBAPOG TPAUUATIOUOG.

© BB P

EIAOMNOIHZH

YrnodelkvUeL pla kataotaon otnv omola Ba pmopoucoe va mpokAnBel BAaBn otov
€EOTMALOMO 1) UAKNA {NULAL.

i

NAHPO®OPIEZ
YrobelkvUEL XprOLUES OUMBOUAEG ) pooBeTeg MAnpodopled.

YUpBoAa mou xpnolpomnolovvtal ot povada:

ZOpBolo Eme€fynon

[:I—_i:l Mplv TNV eykataotaon, Stafaote To eyxelpidlo eykatdotaong

Kal Aetoupylag, kat to pUANO 0dNYLWV KaAwdlwaong.

@ MpLv eKTEAECETE EPYQCIEG CUVTAPNONG KAL ETILOKEUNG,

Sdlapaote to eyxelpldlo ouvtipnonc.

m] Mo meplocotepec MAnpodopieg, cupuBouleuteite Tov 0dnyo

avadopdg eykataotaong kot xprong.

‘ﬁ H povada nepléxel meplotpedopeva e€aptripota. Na
TIPOOEXETE KATA TNV EMLOKEUN 1) TNV EMBEWPNON TNC

povadac.

YUpBoAQ oL XpnoLpomoloUVTaL 0TNV TEKUNplwon:

ZOpBolo Eme€fynon

YrodelkvUeL évav TITAO oXAUOTOG 1 U avadopd o auTov.

Napadetypa: H avadopd "& TitAog oxuatog 1-3" onualvel
"Yxnua 3 oto kedpahato 1",

@ YrodelkvUel évav Titho mivaka f pla avadopd o€ auTov.

Napddsiypa: H avadopd "m@ Tithog mivaka 1-3" onuaivel
"Mivakag 3 oto keddAato 1",

3.3 MAnpodopliec yLa to cuoTnua

Avdloya pe Tn Sldtaén Tou cUOTAUATOC, TO CUCTNUA UTopEL:

= Na Zeota@vel évav Xwpo

= Na Spooioel évav xwpo (edv €xel eykatactabei €va poviého O€puoavong/

Poénc pe avtiia BeppotnTag)

= Na mapayayel (eoto vepod xprong (eav €xel eykataotabel Soxelo ZNX)

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW
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MNAHPO®OPIEZ

H Luén elvat Stabéotun povo oe:

i @

= Movtéla avTloTpEPLng Aettoupylag

* Movtéla Lovo BEpUavong + KIT LETATPOTTNG

3.3.1 Ztowela plag TUTKAG SLATAéNG CUOTHUOTOG

c B A

ERli s

Kupta Zwvn. Napddetypo: SoAOVL.

JuprmAnpwpatikn Zwvn. Napadetypa: YvodwudtLo.

Mnyxavootdoto. Mapadetypa: Nkapal.

AvTAla BeppoTnTOC EEWTEPLIKAC HOVASAC

AvTAla BepHOTNTOC ECWTEPLKNG HoVASaC

Aoxelo Leotol vepou xpnong (ZNX)

XELPLOTAPLO TNG ECWTEPLKNG HoVASaC

EWd1kd xelplotnplo dveong (BRCIHHDA mou xpnolpomnoleitatl wg BepuooTatng xwpou)
Evdobamedia Béppavaon

Qepuavtikd cwpata, Beppomnoprnol avtiiag Bepuotntag r povadeg fan coil

7

| -~ Q0 TV OmD>

MAHPO®OPIEZ

Elval duvatog o Slaxwplopog n n evomoinon TNG €0WTEPLIKAG MovAdAg Kal Tou
Soxelou Leatol vepoUl xpriong (ebocov €xel eykataotabel) avaloya Le TOV TUTO TNG
E0WTEPLKNG pLovadag.

i @

08nyog avadopag xpriotn 4 DAIKIN ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W
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4 Nettoupyla

MNAHPO®OPIEZ

H uén elval Stabeoiun povo oe:

i

= Movtéla avtlotpeWiung Aettoupytag

* MoVTéAa LOVOo BEPUAVONG + KIT LETATPOTTNG

4.1 Xeplotplo: Emiokomnnon

To xelploTrplo meplhapBavel Ta akoAoLBa TUAUOTA:

A
7
ob"’/ :

[

a  Evbewtikn Auyvia katdotaong
b 066vn LCD
¢ Emoyeig Kat kouprd

a  Evbewtikn Auyvia katdotaong
b 066vn LCD
¢ Emoyeig Kat kouprd

EvSelktikn Auxvia kataotaong

OL LED tng evdelktikng Auxviag kataotaong avaBouv r avaBoofrivouv yia va

untodeifouv tn Aettoupyla Tng povadag.

Auyvia LED Aeltoupyia

Nepypadn

AvapooBnvel e Avapovn
UTTAE Xpwpa

H povada dev Aettoupyet.

AvaBel cuvexwg Le | Aeltoupyia
UTTAE XpWHQ

H povada Bploketal og Asttoupyia.

AvaBooBnvel pe AuvoAeltoupyia
KOKKLVO XPWUQ

Mpoékue Suoheltoupylia.

Avatpétte otnv evotnta "7.1 Na va
epdavioete to kelpevo Bonbelag os
nepintwon duoAettoupyiag” [» 60] yia
TEPLOCOTEPEC TTIANPOPOPLEG.

086vn LCD

H 0Bovn LCD &laBétel pla Aettoupyia avaoToAng. Av TepAcel €va OpPLOUEVO
XPOVIKO Slaotnua xwplc kaula aAAnAemibpaon peE TO XELPLOTAPLO, HELWVETAL N
dwTewoTnTA TNC 000VNCG. H 080Vn Ba emaveABEL av TTATCETE OTIOLOSHTIOTE KOUUTTL
N TePLOTpEPETE €vav emloyéa. To xpovikd Oldotnua ywplc oAnAemibpaon

dladépetl avaloya pe To eninedo npdofaocng xprnotn:

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
Daikin Altherma 3 H HT F+W
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= Xpriotng n MpoxwpnUeVOS Xpnotng: 15 Aemta
= Eykataotdtng: 1 wpa

ETilAOYEiG KOl KOUTTLAL

XPNOLIOTIOLNOTE TOUC ETUAOYELC KL TOL KOUUTILA YLaL TLG €€ EVEPYELEG:

= Mo va mepinynBeite otig 060veCg, Ta LevoL Kal TG pubuioelg tng 08ovng LCD

= Tla va oploeTe TIHEG

MNpoidv

Nepypadn

a |Aplotepog
eMAOYEQC

H 0B8dvn LCD epdavilel éva too otnv aplotepn MAEUPA TNG

0B06vn¢ dtav XpnOoLLOTOLE(TE TOV APLOTEPO ETUAOYEQL.

" @O : TlepLOTPEPTE Kal, KOTOTLY, TIUEOCTE TOV QAPLOTEPD
emhoyea. MepinynBelte otn Soun pevou.

= 1©---O : Meplotpéte TOV aploTePd emhoyea. EmAétte éva
otolyeio pevou.

= QO : [éoTte TOV aploTepd emhoyéa. EmBefalwote tnv
eTAoyn oag 1 petaPelte og €va umopevou.

b | Kouurml
ETLOTPODNC

«: M€oTe yla va emotpéPete miow katad 1 frpa otn doun
Hevou.

¢ | Kouprml

OPXLKNG
0Bovng

A [IEOTE yLa va eTILOTPEWETE OTNV APXLKr 00dvn.

d | Koupmi
BonBelag

?: Miéote yla va epdavioete éva kelpevo BonBelag mou
oxetiletal ue tnv Tp€Yovca oehida (av eivat Slabéoiuo).

e |Aetlog
ETUAOYEQC

H 0806vn LCD epdavilel éva to€o otn Se€ld MAeUPA TNG
0Bovn¢ otav xpnotuomnoleite Tov 6e€10 emAoyEa.
= O-@: [eploTp€Pte KAl KATOMLY, TEOTEe TO O€flod

emloyéa. ANAETE pa T 1 puBuon mou eudavitetal
otn 6&€ld mAeupd tng 0BodvVNG.

= O--0): Meplotpéte tov 6e€ld emhoyéa. TMepinynBelte
OTLG TILBAVEG TILEG Kal puBuioeLc.

= O---@.. [Méote Tov 0€€ld emloyéa. EmBefalwote tnv
eMAoYN oag Kal UeTaRelte 0TO eMOUEVO OTOLKELO UEVOU.

08nyog avadopag xpriotn
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4 | Nertoupyla

4.2 Aoun pevou: Emlokonnon puBuloewv xprotn

Znpeio puBuiong Eco

Znpeio puBuiong avabépuavong
Mpoypapua

KaptuAn A®

TUT0G KATTUANG AO

[1] Xwpog ‘)ﬂ(
Mpoypappa
Mpoypappa Béppavong
(*) Npdypappa wigng
AvTITTayETIKA TTpOCTACIN - -
Edpog onpeioav puBpIanG [1.4] Avrirayetiki TpooTagia
AmékAion aioBnTrpa xwpou Evepyotroinon
2npeio puBuIoNG XWwpou
[2] Kupia givn ‘)ﬂ( - —
Mpoypapna [1.5] EUpog onueiwv puBuiong
Mpdypappa Béppavong EAdaxioTtn puBuion Béppavong
(*) Npdypappa woéng MéyioTn pUBuIoN Béppavong
Aermoupyia onueiou puBpIoNng (*)  EAaxiotn puBuion wogng
KaptuAn A® 6éppavang (*)  Méyiotn p0Buion Wwigng
(") KapmoAn A@ wigng
Tutog kapTUANG A®
[3] ZupmAnpwparikr Zwvn ‘)ﬂ(
Mpoypapua
Mpdypaupa Bépuavang
(*) Mpoypauua Yugng —| [7.2] Qpa/nuepopnvia
Aerroupyia onueiou puBuiong a
KautuAn A® Béppavong Ap£§,
(*) KaumoAn A wigng Aemra
TUToC KapTrOANg A® Etog
Mrvag
[4] ©¢puavon/yign xwpou Huépa
O¢gpivi wpa
TpoéTog AciToupyiag Mopen
(*) MpoypappaTiopds Aeiroupyiag
—>{ [7.3] Aiakotrég
[5] Aoxeio ‘) ﬂ( Evepyotroinon
Auvapikn Aeitoupyia AT
Znpeio puBuiong dveong ‘Ewg

—>| [7.4] ABb6puPn Acitoupyia

(**) Evepyoroinon
Mpoypappa
(**)  Emimedo

[7] PuBpiceig xprioT

FA\wooa
Qpa/nuepounvia
AloKoTTéG

AB6puBN AsiToupyia
TipnA nA. pedpartog
Tiun agpiou

—| [7.5] Tiun nA. pedpatog

Yynhn
Méon
XapnAn
Mpdypappa

[8] MAnpogopieg

AeSopéva KaTavaAwong eVEPYEING
loTopiké duoAeiToupyiwv
ZTOIXEIO AVTITIPOCWTTOU

[8.1] Aedouéva katavdAwong evépyeiag

Eioodog nAekTpikoU pelpaTog
Mapaydéuevn BeppdTnTa

AiobnTrpeg
Evepyotrointég
Nerroupyieg
MAnpogopieg
Kardotaon olvdeong
0peg Aeioupyiag
| [B]MpogiA xpriom
(**)[D]AcUpuaTn TUAR
[C] AEIOUOYIT Aerroupyia
Xwpog WPS
Oépupavon/yign xwpou Emavagopda
Aoxeio MAnpogopieg cuokeung

)| 086vn onpeiou pvBuLong

(*) loxvel povo yla povtéha avtloTpEPLng Aettoupyiag rf LOVIEAX HOVO BEPLAVONG + KIT LETATPOTING

(**)  NpooPdaoiun pévo amd Tov eykataotdtn

(*¥**)  loxVel povo av éxet eykataotabel mpooappoyéag WLAN

i

NAHPO®OPIEZ

Avahoya WPE TG €TUAEYUEVEG PUBUIOELS €YKOTAOTATN Kol ToV TUTO Hovadag, ol

Stadpopeg pubuioetg Oa epdavitovral/amokpumrovral.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW
Daikin Altherma 3 H HT F+W
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4 | Nettoupyla

4.3 Bavec oBovec: Emlokomnnon

4.3.1 Apxikr) 06ovn

OLouvnBéotepeg 0Bdveg elval oL €Ac:

¢ @s-O OR 0O

| 100

NS

[

c3 c4

ApxLkr) 08dvn

0080vn Baokou pevou

0B806veg xapnAotepwv emUESwv:

c1: 086vn onpeiou puBLLONG

€2: AVoAUTIKR 080VN L TUHES

€3: 066vn e KapmUAn avTlotaduLong
c4: 0606V Le Tpoypappa

MNatAoTe TO KOUUTIL A ylo va emoTpEPeTe otnv apylkn oBovn. Oa bSelte pla
eMLokoOmnon NG Stapdpdwong tng povadag, kabwe kat T Bepuokpaoieg onuelov
puBULONC Kal xwpou. Movo ta cUpBoAa mou eival dtabéotua yla tn Slapopdpwon
oag Ba elval opatd otnv apxikry oBovn.

i 26Feb2010 |
/% @ | \ 22:19
k1 =
z a®
e2 I A @
J——/ )
M i2 i3 4 h1h2
MBaveg evépyeleg o auThVv TV 006vn
00 MeptnynBeite otn Alota Tou Bacikol pevou.
QO MetaBeite otnv 086vn Bacikol pevou.
? Evepyomolnote/AmevepyomoLnoTe TIG SUVALKESG SLaSPOEC.

08nyog avadopag xpriotn
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4 | Nertoupyla

MNpoidv ‘ Nepypadn
a |Zeoto vepO Xpriong
al é) Ze0T0 VEPO XPHONG
a2 | ) | Yrnoloywopevn Beppokpaoia Soxelou®
b |AnoAUpavon / Auvapuikn
& Aettoupyla amoAUpavong evepyn
~ Auvapikn Aettoupyla evepyn
¢ |Astoupyia EKTOKTNG AVAYKNG
(o] AvoAeltoupyia avtAiag BepudTnTag KoL To cUCTNUA
Aettoupyet otn Aettoupyla EKTOKTN avaykn r) emBArAeTal
amevepyornoinon t¢ avrAiag.
d | Tpéxouoa npuepopnvia Kot wpa
e |'E§umvn evépyela
el \\g H é€umvn evépyela eival Stabéoiun HEow NALAKWY CUANEKTWV
| €€uTtvou SIKTUOU.
e2 A |H £Eumvn evépyela XpNOLLOTOLETAL ETTL TOU TAPAVTOG yLoL
Bépuavon xwpou.
e3 A |H £€Eumvn evépyela XpNOLLOTOLETAL ETTL TOU TAPAVTOG yLoL
{e0TO VEPO XpNoONC.
f | Aettoupyia xwpou
e Woen
Lk Oéppavon
g | Aettoupyia e§wtepikol xwpou / aB6puPn Asttovpyia
gl | (8 |Ymohoywduevn efwtepikr) Beppokpaocia®
g2 ) ABOpUBN Aettoupyla evepyn
g3 ®=] | E€wtepikn povada

Ecwteptk povada / oxeio Leotol vepou xprong

hl Erubanédla eowteplkr povada pe evowpotwévo doyeio
EowTteplkn povada emitoiylag eyKataoTacng
D EowTteplkn povada emiToiylag yKataoTacnc e EEXWPLoTO
Soxelo
h2 bar Mieon vepou

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW
Daikin Altherma 3 H HT F+W
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MNpoidv

\ Nepypadny

i |Kopua lwvn

il | TUmog eykaTEOTNUEVOU BEPUOOTATN XWPOU:

H Aettoupyla tng povadag kabopiletal cUpbwva UE TN
Bepuokpaoia mepBarlovtog Tou eL8LIKoU XelpLotnpiou
aveong (BRC1IHHDA mou xpnolpomnole{tal wg Beppootatng
XWPOU).

H Aettoupyla tng povadag kaBoplletal amnod Tov eEWTEPLKO
BepuooTdTN XWPOU (VOUPHATO 1) ACUPUATO).

Aev €xel eykataotabel 1) Sev €xel pubuLoTel kavévag
Bepuootdtng xwpou. H Aettoupyla tng povadag kabopiletal
oVpdwva pe tn Beppokpacia Tou e€epyOUEVOU VEPOU Kal
ave&apTnTa amo TNV mpaypatiky Beppokpacia xwpou rn/kat
TO altnua B€ppavong yla Tov XWpeo.

i2 | TUMOG EYKATEOTNUEVOU EKTIOUTIOU BepUOTNTAG:

Ev6obanedia B€puavon

Movdda fan coil

KoAopidep

3| @

Yriohoyopevn Beppokpaocia xwpou'®

ia | @

Ynuelo puBpLoNC Beppokpaciag e€epydpevou vepou®

j |Aewtoupyia Stakomwv

=

Aettoupyla dlakomwy evepyn

k | ZupnAnpwpatikn {wvn

k1l | TUmog eykateotnuéVOU BEPUOOTATN XWPOU:

H Aettoupyla tng povadag kaBoplletal amnod tov e€WTeEPLKO
BepuooTdTn XWPOU (VoUPHATO 1) ACUPUATO).

Aev €xel eykataotabel ) Sev €xel pubLLLOTEL KavEvag
Bepuootdtng xwpou. H Aettoupyla tng povadag kabopiletal
oVpdwva Le tn Beppokpacia Tou e€epyOUEVOU VEPOU Kal
ave&apTnTa amo TNV mpaypatiki Beppokpacia xwpou r/kat
TO altnua B€ppavong yla Tov XWpo.

k2 | TUmog eykateotnuévou ekmopmol BepuotnTag:

Evbobanedia O€pupavon

Movdda fan coil
I |Kahopidép
k3 Ynuelo puBpLoNC Beppokpaciag e€epydpevou vepou®
| |AucAsttoupyia
A MNpogkuPe Suoheltoupylia.

AN

Avatpétte otny evotnta "7.1 Na va epdaviocete To Kelpevo
BonBelac oe mepintwon ducAsttovpyiag" [» 60] yia
TEPLOOOTEPEC TTANPOdOpLEG.

@ Av n avtiotown Asttoupyia (yia mapddetypa: BEppavon xwpou) Sev eival evepyr, TOTE o
KUKAOG Ba eival ykpl{apLopEVOC.

08nyog avadopag xpriotn
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4 | Nertoupyla

4.3.2 086vn Bactkou pevou

Zekvwvtag amo tnv 0Bovn évapéng, matiote (@O ) | otpePte (1©---0 ) Tov
apLoTeEPO eMmAOYEQ ylo va avoiéete tnv 0080ovn PBaocikol pevol. Amd to Baciko
Hevol umopeite va avoifete Tig StadopeTikég 06dveg onpelou puBULONG Kal Ta

UTTOUEVOU.

2

L Auoheoupyia

@ Xwpog

@ Kopia {wvn

l]]]. ZUPTTANPWHATIKA JWvn /

5 O¢puavon/yugn xwpou

a

Em\eypévo umopevol

MOavEg evépyeleg o€ AUtV TV 006vn

©--0 MeptnynBeite otn Alota.
QO Eloé\Bete oTO UTTOLEVOU.
? Evepyomolnote/AmevepyomoLnoTe TIG SUVALIKEG SLaSPOEC.
Yropevou Nepypadn

0] | AaN AuoAeitoupyia

NepLopLlopog: Epdaviletal povo oe meplmTwon
SuoAettoupyiac.

Avatpétte otnv evotnta "7.1 Na va
epdavioete To Kelpevo BonBelag oe
nepintwon ducAettovpyiag” [» 60] yia
TIEPLOOOTEPEC TTANPOdOPLEG.

[1] 0 Xwpog

NepLoplopog: Epdaviletal povo av n
E0WTEPLKA povada eAEyxeTaL amo eLSIKO
XElploTrplo aveong (BRC1IHHDA to omolo
XPNOLUOTIOLE(TAL WC BEPUOOTATNG XWPOU).

PubBuiote tn Bepuokpaoia xwpou.

[2] @K(me cwvn

Eudavilel to katdAAnAo cUBoAO yLa Tov TUTO
EKTIOUTIOU KUpLaG {wvng.

PuBpiote tn Bepuokpaoia eepyduevou vepol
yla tnv kupta Lwvn.

qwvn

(3] |II SupmAnpwpaT kA

MepLoplopog: Epdaviletal povo otav
umapxouv duo {wveg Beppokpaaciag
efepyouevou vepoU. Epdavilel To katdAAnAo
cUUBOAO yLa TOV TUTIO EKTIOUTIOU
OUUTANPWHATLKAG {wvNnC.

PuBuiote tn Beppokpacia e¢epyxduevou vepou
Yl TN CUMMANPWHATLKY {wvn (av UTTAPXEL).

[4] |%F0¢ppavon/PoEn

Eudavilel to avtiotoyo cUpPBoAo TNG povadag

XWpou oag.
PuBuiote tn povada oe Aettoupyla BEpuavong
N Pueng. Aev pumopeite va al\aete TN
Aettoupyla ota povtéla B€ppavong Hovo.
(5] |[& Aoxeio PuBuiote tn Beppokpacia Soxelou Leotou

VEPOU XproNgG.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW
Daikin Altherma 3 H HT F+W
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Ynopevol Nepypadn

71 1O PuBbuioceilg xpnotn MNapéxel mpooBaon otig pubuioelg xprotn,
OMwW¢ TN Aettoupyla SLakomwy Kot Thv
aBdpufn Aettoupyia.

8] |® MAnpodopieg EudaviZel Sedopéva kal mAnpodopieg oxeTka
LE TNV ECWTEPLKA Hovada.

9] X Pubutioe1g MepLloplopog: MoOVo yLa ToV EyKATOOTATN.

gykataotdtn Nopéyel mpdoBaon oe pubpiceLS yia

TIPOXWPNHEVOUC.

A] @B Mpwtn ekkivnon Meploplopog: MovVo yla ToV EyKATOOTATN.
ExteAéote OKIUEG KOL oUVTHPNON.

B] |8 MpodiA xpriotn AN\GETe To evepyo mpodiA xpnotn.

] |d Aeltoupyia EvepYOTIOLNOTE 1) AMEVEPYOTIOLOTE TN

Aettoupyia Béppavong/Ppuénc kat tnv
nipoeTolpacia {eotol vepou xpnong.

4.3.3 086vn onueiou pubulong

H o0Bovn onuelou puBULlONG epdavileTal yia TG 08Oveg Tou TepLypAdouV T
€EQPTNUATO TOU CUOTHUOTOG YLO TA OTtola amatte(Tal TLun onueiou puBULONG.

Napadeiypata
[1] OBo6vN Beppokpaciog xwpou [2] OBdvn kLpLac Lwvng
1 2
-
+ +
o 721 | S (35
Xwpog Kupia {uvn
[3] 0B6VN cUUTANPWHATIKAC {WwVNG [5] OBbvn Bepuokpaciag Soxelou
3 5
+ +
(745 | 50
ZUPTTANPWUATIKA {Wvn Aoxeio
Ene€nynon
d
a2 b2 [
e d d
a1 e b1\~
MBaveg evépyeleg o€ auThVv TV 0046vn
-0 MeptnynBeite otn Alota Tou UTOPEVOU.
QO MetaBeite oto umouevou.
0@ MNpocappooTe Kal eGAPUOOTE AUTOUATA TNV EMBUUNTA
Bepuokpaoia.
08nydg avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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MNpoidv Nepypadn

EAdxLoto 6plo Bepuokpaaiag al | Oplletal otaBepd amnod ) povada

a2 |Meplopiletal amno tov
EYKATOOTATN

Méyloto dplo Beppokpaciac bl |Opliletal otaBepd amod t povada

b2 |Meplopiletal amod tov

€YKATAOTATN
Tpéxouoa Bepuokpacia ¢ | Metpdtal amno tm povada
ErmBupntn Beppokpacia d |Meplotpédte Tov Se€Ld emhoyea
yla avénon/ueiwon.
Yropuevou e |MNeplotpedte ) mEoTE TOV

apLOTEPO ETIAOYEQ YA VA
petaPelte oto unmopevou.

4.3.4 AvoAUTIKN 0B0VN LE TIUEC

Napadetypa:

7.21 Qpa/nuepopnvia

I Qpeg 1

w
S

Aemrra

]
a c b a c

o—

a Pubuioelg
b Tweég
¢ Em\eypévn puBuion Kot Tiun

MBaveg evépyeleg o aUTV TV 006vn

-0 MeptnynBeite otn Aiota pubuicewv.

OO} AA\GETE TNV TIUA.

O Q. Mpoxwpnote otnv enMopevn puBuLon.

Qs O ErmuBeBalwote TIg alayEC Kal oUVEXLOTE.

4.4 Evepyomoilnon/amevepyomoinon SOKILAOTIKAC AelToupylog

4.4.1 Omtikn €vdelén

Oplopéveg Aewtoupylec tng povadag pmopouv va  evepyomolnBolv R va
amevepyonolnBolv exwplotd. Av pla Asltoupyla elval amevepyomolnuévn, To
avtiotolyo ekovidlo Bepuokpaciag otnv apykr 08dévn Ba epdaviletal Ue ykpL
Xpwua.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
Daikin Altherma 3 H HT F+W o
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PUOuLOoN Oeppokpaociog xwpou
a b

a  PuBuon Beppokpaciag xwpou ENEPTOMOIHMENH
b PUBuLoN Beppokpaciag xwpou AMENEPFTONOIHMENH

Aewtoupyia Oéppavone/Puéng xwpou
c d

@

¢ Aettoupyia B€puavonc/Ppuénc xwpou ENEPFOMOIHMENH
d  Aetoupyia B€ppavong/Pugng xwpou AMENEPTOMOIHMENH

®

Aettoupyia O€ppavong doxeiou

e f

D) &

e Aettoupyla B€ppavong Soxeiou ENEPTOMOIHMENH
f Aewtoupyla Béppavong doxetou AMIENEPTOMOIHMENH

4.4.2 T evepyomoinon n anevepyormnoinon

PUOuLON Beppokpaciog xwpou

1 |MetaBelte oto [C.1]: Ae1Ttoupyila > Xwpog. (@O

C.1

ANermoupyia

Xwpog Evepyotroi
non

Oépuavon/yugn xwpou  Evepyotroi
non

2 | PuBulote tn Aettoupyla oe Evepyomoinon n OO}
Anevepyomoinon.
08nyog avadopag xpriotn 4 DAIKIN ETVH/X16S518+23DA6V+9W(G) + ETBH/X16DA6V+9W
Daikin Altherma 3 H HT F+W
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Aettoupyia Oéppavoncg/Puéng xwpou

®

EIAOMOIHZH

AvVTUTAyYETIKA Ttpootacia Xwpou. Akdpa kat av AMIENEPTOMOIHZETE tn Asttoupyla
Beppavonc/buéng xwpou ([C.2]: Aeltoupyia > O€puavon/PuEn  xwpou), n
QVTUTOQYETIKN Tpootacia xwpou, edocov elval evepyomolnpévn, Ba mapapeivel
EVEQYN.

®

EIAOMNOIHZH

AvTtluKTIKN Ttpootacia cwARVWY vepou. Akopa kat av AMENEPTOTMOIHZETE tn
Aettoupyia Béppavong/Wuéng xwpou ([C.2]: Aeltoupyia > Ofpuavaon/Yugn
XWPOU), n avTupuKTLKr Tpootacio. CWANVWY vepou, ebooov elval EvepyoToLnUEVD,
Ba mapapeivel evepyn.

MetaBeite oto [C.2]: Ae1toupyia > Opuavaon/Pugn Q-0
XWPOu.

C.2

Xwpog Evepyotoi

Oéppavon/yugn xwpou EvepyoTroi

ANoyeio ATtrevepyo

Aerroupyia

non

non

Toinon

PuBuiote tn Aettoupyla oe Evepyomnoinon n Q-0
Anevepyonoinon.

Aettoupyia B£ppavong doxeiou

®

EIAOMOIHZH

Aewtoupyia amoAUpavong. Akoua kat av AMENEPTOMOIHZETE tn Asttoupyla
B¢puavang doxeilou ([C.3]: Aettoupyia > Aoxeio), n Aettoupyia amoAupavong Ba
nopapelvel evepyr). Qotoco, av tnv AMNENEPIOMOIHZETE evw n Asttoupyla
amoAUpavong ekteleltal, Ba mapouvotlaoctel obdApa AH.

1 |MetaBeite oto [C.3]: Ae1toupyia > Aoxeio. QO
C.3 Aermoupyia
Oéppavon/pugn xwpou  Evepyoroi
non
Aoxgio Amevepyo
Troinan
2 | PuBulote tn Aettoupyla oe Evepyomoinon O---0
Anevepyomnoinon.

4.5 Eudavion nAnpodpoplwv

MNa va epdavioste nAnpodopisg

1

MetaBeite oto [8]: MAnpodopileg. H TEe)

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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MBavég mAnpodopieg mou epdavidovro

270 MEVOU... Mnopeite va epdavicete...
[8.1] AgbopEva KaTtavaAwong Mapayouevn eVEpPYeLQ,
EVEPYELAG KATOVOALOKOUEVO pEVHA KAl
KQTAVAALOKOLLEVO AEPLO
[8.2] Iotop1kO SUOAELTOUPY LWV loTopLkd SUCAELTOUPYLWY
[8.3] Zrtolxela avTimpoownou AplBuOG emikolvwviag/umootnpLEng
[8.4] A1oOnTrpeg Oeppuokpacia ywpou, Soxeiou N lectol

veEPOU Xpnong, e€wteplkr Bepuokpaacia
kal Beppokpacia e€epyouevou vepou
(av untdipyet)

[8.5] EvEpyomo1nTECG Katdotoaon/Aettoupyia kGBe
ETIEVEPYNTN

Napadstypo: ENEPTOMOIHZH/
ATENEPTOMOIHZH kukAodopnth
{eoToU vepoU xpnong

[8.6] Ae1toupyieg Tpéxwv TpoOmog Aettoupyiag

Napddeypa: Asttovpyia anoduéng/
emotpodrc Aadlol

[8.7] NAnpodopieg MAnpodopiec €kdoong yla to cuoTnua

[8.8] Katdotaon ouvdeaong MAnpodopieg yla TNV KATAoTAGCN
ouvbeong tng povadag, Tou
BepPUOOTATN XWPOU KAl TOU
nipooappoyea LAN.

[8.9] Qpeg Aeitoupyiag ‘0pec Aeltoupylog CUYKEKPLUEVWY

€EQAPTNUATWY TOU CUCTAUATOC

4.6 PUBuwon Bgpuavonc/Ppuénc xwpou

4.6.1 NAnpodopiec yia t puBULoN TN B€puavonc/Ppuénc xwpou

H puBuon tne Béppavonc/PuEng xwpou ouvnBwWE amoteAeital amod Ta MoPoKATW
otadia:

1 Oplopog tng Asltoupyiag xwpou
2 PuBuwon g Beppokpaoiag

Avaloya pe ™ Slataén Tou CUCTAKATOC oag Kal T pPUOUICELS TTAPAUETPWY TOU
EYKATOOTATN, WUMOpPEite va  XPNOLUOTOWOETE  TIG TOpakdTw  pubuloelg
Bepuokpaociag:

= 'EAeyxo¢ péow BeppooTatn xwpou
= 'EAeyxoc péow Beppokpaciog eEepxdpeVOU vEPOU

= 'EAeyxoC pEow e€wTepLKOV BEPUOCTATN XWPOU
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4.6.2 Oplopog Tng Asttovpylag xwpou
MAnpodopieg yia tig Asttoupyieg xwpou
H povada ocag pmopet va elval povtého pe Asttoupyla Bépuavong fj LOVTEAO UE
Aettoupyia Béppavong/Puénc:
= Av n povada oag sival povtélo pe Aettoupyla Béppavong, pmopel va Bepudvet
EVav Xwpo.

= Av n povada cag eival povtélo ue Asttoupylar Bépuavong/Ppuéng, umopel va
Bepuavel kal va dpoaicel évav xwpo. MNpénel va kaboploete tn Aeltoupyla mou
Bélete va xpnolponownBel and to cuoTnuA.

Mo va kaBopioste av £xeL eykataotadei Eéva povtélo Béppavong/Ppoéng pe
avtAia BOgppotntag

1 |MetaPeite oto [4]: O€ppavon/PuEn xwpou. Q-0

2 |EAéytte av n puBuion [4.1] Tpémog Agitoupyilag Q-0
nephapBavetal otn Alota kat pnopel va alagel. Eav
neplhappavetal, TOTe €xel eykataotabel éva povtéAo
Bepuavong/Ppuénc pe avtiia BepuodtnTac.

MNna va kaBopioete Tn Aettoupyla xwpou Tou BEAeTe va xpnotpomolnBel amd To
oUoTNUa, UTopE(Te:

Mnopelte... Ofon

Na eAéyEete ol AeLToupyla XWPOoU xpnolpomoleltal | Apxikr 0Bovn
™ 8edougvn oTLyUn.

Na oploete poviua Tn Aettoupyla Ywpou. Baoko pevou

Na rneplopioete TNV autopatn evaillayr cuudwva Ue
€va unvialo mpdypapua.

MNa va eAéy€ete oo Asttovpyia XWEOL XPNOoLHOoToLELTOL TN SE60MEVN OTLYULA
H Aettoupyla xwpou epdaviletal otV apxtkn obovn:

= ‘Otav n povédda elvat otn Aettoupyla Béppavonc, epdaviletal to eikovisio 4E.
= ‘Otav n povada eivat otn Asttoupyia Puéng, epdaviletal to elkovidlo %,

H evdewtikny Auvxvia katdotaong eudaviletal av n povada Pploketal oe
Aettoupyia:

= ‘Otav n povada dev Bploketal og Aettoupyia, n evdelktikn Auyvia kataotaong Ba
avaBooPrvel pe pmie xpwpa og Staotpata mepimou 5 SeutepoAentwy.

= Evw n povada eilval oe Asttoupyia, n evdewktikn Auyvia katdotaong Ba elval
OUVEXWC QVAUUEVN UE UITAE XPWUQL.

MNa va puBpicete tn Asttoupyia xwpou

1 |MetaBelte oto [4.1]: O€ppavon/Pugn xwpou > Tpomog Q-0
Agltoupyiag
2 | EruAétte pia amo tig mapakdtw pubuioelc: Qs -O

= O€ppavon: Movo Asttoupyla B€ppavong
= YUEN: Movo Aettoupyla Pung

= Autopata: H Asttoupyla aAAdlel autopata pe Bdaon tnv
efwtepikr) Beppokpaacia. Meplopiletal pe Bdon to mpoypapua
Aettoupylac.
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H autopatn evalayn Béppavonc/Ppuénc AEN woxVet ylo poviéAa povo Bgpuavongc.
‘Otav €xel emdeyel n puBulon AutopotTa, n alayn Tou TPomou Asttoupyiag
Baoiletal otnv emhoyn Npoypappuatiopdg Asitoupyiag [4.2].

MNa va neplopioste TNV avtopatn evaAayr cUpdwva LE Eva TIPOYP OO

ZuvOnkeg: Oplote T Aeltoupyia xwpou os AuTOuaTO.

1 |MetaBelte oto [4.2]: O€ppavon/Pogn xwpou > Q-0
Mpoypappatiopog Asitoupyilag.

2 | ErmuAétte évav pnva. -0

3 |l kaBe prva, eméfte ula pubuLon: O @,

= AvTioTtpePiun: Aev neplopiletal
= Movo O€ppavaon: Meplopiletat
= Movo Yu&n: Meplopiletal

4 |EruPePBalwote TG aAAayEC. Q-0

Nopadsiypo: Meproplopoi evaAlayng

Xpoviki oTyun MNepLoplopog
Katd toug Puxpoug Unveg. Mévo B€ppuavon

Napadetypa: OktwPplog, NoéuPplog, AekeépPpLog,
lavouaplog, ®ePpouaplog kat MapTLoc.

Katd toug Beppolc purvec. Mévo ugn

Napadstypa: lovviog, lovALOG kat AUYyoUoTOC.

Katd tig evdilapeoeg nepldodoug. O€ppavon/Yogn

Napadetypa: Anpidlog, MaLog kal ZemtéuBpLoc.

Av ol puBuioelg Tpomog Aeitoupyiag kal MPpOypapUATIONOG AglToupyiag
€xouv audotepeg oplotel otnv emloyry AuTOMATA, O TPOTOG Asltoupyiag Ba
kaBopiletal amo tnv e€wTteplkn Bepuokpaocia.

4.6.3 KaBoplopocg tng pubuiong Bepuokpaaciog mou Ba xpnotpomnoleite

MNa va npoodiopioste moia puOuLoN Beprokpaciag xpnotponotleite (LEBodog 1)

JupBouAeuTelte Tov Tivaka puUBUICEWY €YKATAOTATN TIOU €XEL CUMMANPWOEel amo
TOV €yKATAOTATN.

MNa va npoodiopiosts moia puBuLon Bepuokpaociag xpnotponotleite (LEBodog 2)

Mrnopeite va belte otnv apxlkn o00ovn Tmolwa puBulon Bepuokpaciag
XPNOLUOTIOLE(TE.

18 Feb 2018
22:19

e
a2 / @
2 @

al 7 :::@, ﬁ

©

al  Ekmopmnog Beppdtntag tng kUpLag Lwvng (og autd to mapadelypa Evéodamédia B€puavon)
a2 EKMOpmog BeppoTnTag TG SUMMANPWHATIKAG {wvng (o€ autd to napadetypa Kahopldép). Av Sev
epdaviletal kavéva e1kovislo, SeV UTIAPXEL CUUTTANPWHATLKN {Wwvn.

| 4 DAIKIN ETVH/X16S518+23DA6V+9W(G) + ETBH/X16DA6V+9W
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b Tumog Beppootatn xwpou g KUpLaGg Lwvng:

Av b=... Tote n puOUION Beppokpaoiog pubuiletal otnv...
Kupla {wvn ZUMMANPWUOTIKA {wvn
(edbooov umtapyet)
'EAeyxoc pHEow 'EAeyxoC HEow e€WTEPLKOU
Bepuootdtn YwpPou Bepuootdtn xwpou
'EAeyxoc péow ewTtePLKOU
BepuooTaTn XWPOU
Kavéva eikovidlo ‘EAeyyxog péow 'EAeyyxoc péow
Bepuokpaaiag Bepuokpaaiag
eEepyOpEVOU vEPOU eEepyOUEVOU VEPOU

4.6.4 T va alaete v emBupuntr Beppokpacia xwpou

Katd tov €Aeyxo tng Bepuokpaciag Xwpou, UMOPE(Te va XPNOLUOTOLNOETE TNV
oBovn onuelov puBuoNg Bepuokpaoiag ywpou yla va Slofdcete Kal va
TIPOCAPUOCETE TNV eMBupNnTA Bepuokpacia xwpou.

1 |MetaBelte oto [1]: Xwpog. Q-0
1
@X(bpog
2 |Mpooappdote TV emBupntn Bepuokpacio Ywpou. Q-0
a b

21CU

Xwpog

a Mpaypatikr Bepuokpacia xwpou

b EmBupntr Bepuokpacia xwpou

AV 0 TIPOYPOLHATIONOG ElvalL EVEPYOG LETA TNV aAAayn TNG EMOUUNTIG

Oeppokpaoiog xwpou

= H Bepuokpacia Ba mapapével (dla, epocov Sev UTIAPYEL TIPOYPAUUATIOUEVN
EVEPYELQA.

= H grmBupunt Bepuokpaocia xwpou Ba emotpéel oTNV TTPOYPAULATIOUEVN TN
NG OTaV UTIAPEEL TPOYPAUUATIOUEVN EVEPYELQ.

Mmopeite va anmodUyeTe TNV POYPAUUATIOUEVN CUUTIEPLGOPA ATIEVEPYOTIOLWVTAG
(mpoowpLvd) TN Aettoupyla MPOYPAUUATIOUOU.

Mo va omeEVEPYOTOLOETE TO TPOYPApLa BEppoKpaciog Xwpou

1 |MetaBeite oto [1.1]: Xwpog > Mpdypappa. Q-0

2 | EmAéfte Ox 1. Q-0
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4.6.5 T va aAAaéete TNV emBupuntr) Beppokpaocia eEepyodpevou vepou

MNAHPO®OPIEZ

[ ]

l To eEepxOLEVO VEPO €lval TO VEPO TIOU QIMOCTEAAETAL OTOUG EKTIOUTOUG BeppoTnTag.
H emBuuntr Beppokpacia eEepxouevou vepol opileTal amod TOV €YKOTAOTATN OAG
avaloya HE TOV TUTO €eKTMOUTOU Beppotntag. Mpoocapuoote TIG PUBUICELS TNG
Beppokpaaciog eEepXOUEVOU VEPOU HOVO O TIEPIMTWAN TIPORANUATWV.

Mrmopeite va xpnoluomnotoete tnv o06dvn onueiou puBuwong Bepuokpaciag
efepyopuevou vepol yla va OlaPAcETE KAl VO TIPOOAPUOCETE TNV emBupnT
Bepuokpacia e€epyduevou vepou.

1 |MetaBelte oto [2]: KUpia Cwvn r To [3]: ZUUTANPWHAT LKA Qs-O
Zwvn.

2

@Kupm Zavn

m:r ZUPTTANPWHATIKA JWvn

2 |Mpooapudote tnv emBupntn Bepuokpacia e€epydpevou O---O}
vepou.

35

Kupia duvn

ZUPTTANPWHATIKA {Wvn

a MNpaypatikr Beppokpacia e€epxopevou vepol

b EmBuuntn Beppokpacia eéepxdpevou vepou

Av 0 POYPOAUUATIONAG Eival EVEPYOG LETA TNV aAAayn TnG EMBUUNTAG

Oepuokpoaoiog eEEpXOpEVOU VEPOU

= H Bepuokpaocia Ba mapapével (dla, epocov Sev UTTAPYEL TPOYPAUUATIOUEVN
EVEPYELQA.

= H embBuunt) Bepuokpaocia eEepxouevou vepol Ba emotpéPel  oTnV
TIPOYPAUUATIOEVN TLUA TNG OTAV UTIAPEEL TIPOYPOLLULATIOEVN EVEPYELQ.

Mmopeite va anodUyeTe TNV TIPOYPAUUATICUEVN CUUTIEPLPOPA ATIEVEPYOTIOLWVTAC

(MpoowpLva) Tn Aeltoupyla MPOYPAUUATIOUOU.

08nyog avadopag xpriotn
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Ma va anevepyonoloeTe To NPOoypappa Oepokpaociog e¢EpXOpeVOU vepoU

1 | MetaBeite og éva amo ta e€ng: Qs -O
= [2.1]: KUp1ia Cwvn > Mpoypappa
= [3.1]: ZupmAnpwpatiky Cwvn > Npoypappa

2 |EméEte O QO

MNa va evepyomotioste tn Attoupyia aviiotabpiong yia tn Osppokpaoia
€€epXOMEVOU VEPOU

Avatpgtte otnv evotnta "4.9.4 Xprion KaumuAwy avtiotaduionc” [» 51].

4.7 PUBuon Ceotol vepou xpriong

4.7.1 MAnpodopiec yla tn pubuLon (eotol vepou Xpnong

Avdloya pe tn Asttoupyla Soxeiou ZNX (puBuilon eykataotdtn), umopeite va
XPNOLUOTIOINCETE Ul GAAN pUBLILon {eoTtol vepou Xprong:

= Movo avaBépuavon
* NMpoéypoppa + avabéppavaon
= MOvo mpoypappa

NMPOZOXH
To mpoypappa evepyomoinong tng avrtiotaong Soxelou xpnolUoToLlE(Tal ylo va

meplopilel N va emitpénel tn Aettoupyia Tng avtiotaong Soxelov Baocet eBSopadlaiou
TPOYPAUUATOG. JULPBOUAR: TMpoKelpévou va  amodeuxBel TUXOV QIOTUXNHEVN
Aettoupyia amoAupavong, emtpéte T Aettoupyia Tng avtiotaong doxelou (katd To
eBdopadlaio mMPoOypappa) ylo TOUAGXLOTOV 4 WPEC QMO TNV TPOYPOUUOTIOUEVN
ekkivnon tng amoAlpavong. Av n Aewtoupyla g avtiotaong Soxelou elvat
TIEPLOPLOKEVN KATA TNV AmoAVuavaon, autn n Aettoupyia AEN Ba elval emituyng Kat
Ba epdaviotel n avtiotolyn npoeldomoinon AH.

NAHPO®OPIEZ
JTnv mepintwon mou epdaviotel 0 KwdkOg odaApatog AH kat dev Slakomel N

Aettoupyia amoAUpavong AOyw mapoxng (eotol vepoUu XProng, CUVIOTWVTAL Ol
TOPAKATW EVEPYELEC:

" ‘Otav €xeL emheyel n Aewtoupyla MOvo avaBéppavon n Mpdypappa  +
avVOOEPUOVON, CUVIOTATAL O TIPOYPAUUATIONOG TNG EKKIVvONG TG Aettoupylog
QMOAUAVONG TOUAAXLOTOV 4 WPEG WETA TNV TEAEUTAlQ OQVOUEVOUEVN TAPOXN
{eotol VEPOU XPNoNG HEYAANG mocotnTaC. AUt N ekkivnon pmopel va pubuiotel
amo TIG pubpioeLg eykataotatn (Aettoupyia amoAbuavong).

= Otav €xeL em\eyel n Aewwoupyia Movo TPOYPOAMHA, OCUVIOTATAL O
TIPOYPAMUATIONOC LG eVEpYELag ECO 3 WPeC MpLv amd TNV MPOYPAUUATICUEVN
€KKIvNoN TG Aettoupylag amoAUpavong wote va mpoBeppavBel To Soxeio.

‘Otav yxpnoluomnoleitatl n Asttoupyia avtiotdBuiong yla to doxeio, n Bepuokpacia
bdoxelov kaBopiletal autépata avdloya Ue TNV efwteplkn Beppokpacia. Ta
TEPLOOOTEPEC  TANpodopieg, avatpééte otnv  evotnta  "4.9  KapmiAn
avtiotadulong" [» 47].

MNa va npoodlopiocste mola Asttovpyia {e6TOU VEPOU XPrIONG XPNOLLLOTIOLELTE
(néBodog 1)

YupPBouAeuteite Tov Tivaka puBuiocewy eyKATAOTATN TIOU €XEL CUUTANPWOEL amo
TOV EYKATAOTATN.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W P DAIKIN 06ny6C avadopds xpHotn
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MNa va npoodiopioete mola Asttoupyia {eoTOU vEPOU XPHONG XPNOLUOTIOLEITE
(nEB0dOG 2)

1

Metafeite oto [5]: Aoxeto. Qs-O

2

[5.1] -
[5.2]
15.3] 15+
[5.4] -
[5.5] -

EAéyEte mola otolyela epdpavidovral: -0

—— Auvapikri AgIToupyia

L

Znueio puBupIoNg dveong

— Y Nueio pUBUIoNG avabépuavang

Znueio pubpiong Eco

Mpodypapua

Eav epdoaviletal To... Tote n Aettoupyia doxeiov ZNX =...

Movo to [5.1] Auvapikni Mévo avabEppavon
Agltoupyia

‘O\a Ta oTolyela eKTOG TOU Mévo mpdypappa
[5.4] Znuelo pubuiong
avabeppavaong

‘O\a Ta otolela Npoypaupa + avobépuavon
ouumEPAAUBAVOLEVOU TOU
[5.4] Znuelo pubuiong
avaBEppavong

4.7.2 Nelwtoupyia avaBépuavong

Ytn Aettoupyla avabépuavong, to doxelo ZNX autdavel T Beppokpaocia cuVEXWC
puExpl va emteuxbel n Bepuokpaocia mou epdavileTal otnv apxlkn o06dvn
(mapadeypa: 50°C), otav n Beppokpaocia pelwBel KATW Ao ULO CUYKEKPLUEVN
TWA.

Ly

60°C 1
50°C

40°C

15°C

T,
t

00:00 07:00 14:00 21:00 t

Qeppokpacia doxelou ZNX
Opa

i @

NAHPO®OPIEZ

Kivbuvog pewwpévng amodoong katd tn Bépuavon xwpou yla doxeio eotol vEpPOU
Xpnong xwpis eocwteplkry avtiotaon Soxelou: oe mMepimMTwon OUXVAG XPHONG TNG
Aettoupylag Zeotol vepou xprong, Ba mpokUPouV CUXVEG KAl LEYAAEG SLOKOTIEG OTN
B€puavan/Puén xwpou Kata TV emloyn Twv eEAG:

Aoxeio > Aeiltoupyia O€ppavaong >Movo avobEpuavan.

i @

‘Otav n Aettoupyia Soxeiou ZNX eival puBuiopévn otnv avabépuavan, o kivduvog va

NAHPOOOPIEZ

TIOPOUCLAOTEL TIPOPANHA HELWHEVNG armOdoong Kol Aveong €ival ONUAVIIKOG. e
TEPIMTWaAN GUXVAG XPAONG TN Aettoupyiag avabépuavonc, n Asttoupyia Bépuavang/
PUENC XWPOU SLAKOTITETAL TOKTLKA.

08nyog avadopag xpriotn
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4.7.3 Aeltoupyla mpoypoUaTIONOU

2Tn Aeltoupyia mpoypappatiopol, to doxelo ZNX mapayel (e0td vepd cUUPWVA LE
€va mpoypappa. H kaAutepn meplodog yla va emitpéPete oto doxelo va mapayayel
{eoT0O vepO elval Tn vuxTa, emeldn n amnaitnon Bépuavong xwpou elval PkpdTtepn.
Napadsypo:

Ted
60°C
50°C
40°C

15°C o mm = B

t

00:00 07:00 14:00 21:00

T, Oeppokpacia Soxelou ZNX
t Qpa

= Apxikd, n Beppokpacia doxeiou ZNX eival on pe tn Bepuokpaocia Tou vepou
XPNong mou eloépyetal oto doxeio ZNX (mapadetypa: 15°C).

= 3T1c 00:00 to Soxelo ZNX mpoypapuatileTal £ToL WOTe va Beppdvel To vePO o€
pLa mpokaBoplopévn Tun (mapadelypa: Aveon = 60°C).

= Katd TIC TMPWLIVEG WPEC, KATAVOAWVETE (e0TO veEPO Kol n Bepupokpacia Tou
Soxelou ZNX pelwveTaL.

= 3Tl 14:00 to Soxelo ZNX mpoypappoatiletal va Oepudvel To vepd 0 LA
nipokaBoplopévn Tur (mapddelypa: Eco = 50°C). Yrapxel Eava Stabéoipo (eotd
vepo.

= Katd TG QmOYEULATIVEG Kal TIC BpadlvéC WPEG, KATAVAAWVETE Eava (E0TO VEPO
kal n Beppokpacia tou doxelou ZNX pelwvetal Eava.

= 211 00:00 tNng EMOPEVNC NUEPAC, O KUKAOC emavaAapBavetal.

4.7.4 Nelwtoupyla mpoypappatiopol + avabépuavong

2Tn AelToupyla TIPOYPOUHATIONOU + avabépuavong, n pubuwon {eotol vepou
xpriong elvat (dta pe autAv g Astoupyiag mpoypappatiopol. Qotodoo, €Av N
Bepuokpaoia tou Ooxelou ZNX méoel kAtw amd U TIPOKOBOPLOUEVN TLUN
(=Bepuokpaoia avabépuavong doxelov — Tur votépnong, mapddelyua: 35°C), to
bdoxelo ZNX autdavel tn Beppokpacia Tou peéXpL va GTAceL 0TO onueio puBuLong
avaBéppavong (mapadeyua: 45°C). Me autov Ttov Tpomo, SlacodaAiletal OTL
uTtapXeL mavta Stabéoiun pla eAdxLotn moootnta (EGTOU VEPOU.

Napddsiypa:
Ted
60°C 1
50°C 4 N
o :
350G v VS
15°C -
00:00 07:00 14:00 21:00 t
T, Oeppokpacia Soxelou Leotol vepol xpriong
t Qpa
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475 T va oAAaéete Tn Beppokpacio Tou (E0Tol vEPOU XPNnong

2Tn Aetoupyla MOVO avaBEppavan, UMOPETE va XPNOLUOTIOCETE TNV 080vN
onuelou puBbulong Bepuokpaciag Soxelou, yla va Selte kal va MPOCAPUOCETE TN
Bepuokpacia eotol vepou xprHonc.

1 |MetaBelte oto [5]: Aoxeto. Q::-O
5
[—SJE‘Eoneio
2 | PuBuiote tn Bepuokpacia {eotol vepoU Xprong. Q@)
a b

— |+

£ 50 |

Aoyeio

a Mpaypatikr) Beppokpacia eotol vepol Xprong

b EmBuuntn Bepuokpacia {eotol vepoL Xprnong

Ye AAAeC Aettoupyleg, pmopeite povo va deite tnv 08ovn onueiov puBuLonc kat dev
UTope(te va TNV TPOTOTOLHOETE. AVt QUTOU, UMOPE(TE VA TPOTIOTIOLNCETE TIG
puBuloelg ya TIg Aewtoupyieg Znueio  pubuiong dveong [5.2], Znueio
puBuiong Eco [5.3] kat Znueio puBpuiong avabeppavong [5.4].

‘Otav yxpnolpomnoleitat n Asttoupyia avtiotaBuiong yla to doxelo, n Bepuokpacia
Soxelou kaBopiletal autopata avaloya PeE TNV eEwteplkr) Bepuokpaocia. Ma
TEPLOOOTEPEC  TANpodopieg, avatpefte otnv  evotnta  "4.9  KoumuAn
avtotabuwong" [» 47].

4.7.6 Xpnon tng duvaplkng Aettoupylag ZNX
MAnpodopicg yia tn Suvapukn Asttoupyia

2Tn Aetoupyla Auvopilkr Agiltoupyila sival duvath n Bépuavon tou leotou
vepoU xpriong amo to ededplkd cvotnua Béppavong f tv avtiotaon Soxelou.
XPNOWOTIOINOTE QUTAV TN A£wToupyla KATA TS NUEPEC TIOU XPNOLUOTOLE(TAL
TEPLOOOTEPO {E0TO VEPO at' O,TL cUVHBWG.

MNa va eAéyéete av n dSuvapkn Asttoupyia eivat evepyn

Av egudaviletal n €vdelén A otnv apxkry 0Bdévn, n duvaulkn Asttoupyia eivat

evepyn.
Evepyomolujote 1 amevepyonoljote t Asttoupyla Auvapilkr Agiltoupyila wg
egng:
1 |MetaBelte oto [5.1]: Aoxelo > Auvapikr Agitoupyia (@O
2 | PuBuiote ™ duvapikn Aettoupyia oe Amevepyonoinonn Qs O
Evepyonoinon.

Napadsiypa xpong: Xpeldleote Apeca MeEPLOCOTEPO {ECTO VEPO
Bplokeote otnv mapakdtw Kotdotaon:

= 'Exete AdN KATAVAAWOEL TN PEYAAUTEPN TTooOTNTA (E0TOU VEPOU XPronG.

06nyog avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W§(3.) + ETBH/X16DA6V+9W
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= Aev pmopeite va Tepluévete pEXPL TN B€ppavon tou Soxelou leotol vepou
XPNONC KATA TNV EMOWEVN TIPOYPAUUATIOUEVN EVEPYELA.

Y€ QUTAV TNV TIEPIMTWON, UMOPELTE va eveEPyOTIOLNOETE TN Suvaulkn Asttoupyia. To

Soxelo Ceotol vepou xprnong Ba apxioel va (eotaivel To vepd otn Beppokpaocia

Aveon.

MNAHPO®OPIEZ

o

l ‘Otav elval evepyomolnpévn n SUVALKA AelToupyla, UTTAPXEL ONUAVTIKOG KivOuvog va
SnuoupynBoulv mpoPAruata pelwueévng Béppavang/buEng xwpou kat anodoong. 2e
TEPIMTWaN ouxvAG Aettoupyiag Leotol vepoL xprong, Ba mapouotdlovtal CUXVEG Kal
peyaleg Stakorég otn Béppavon/Puén xwpou.

4.8 MpoKaBOPLOPEVEC TIHEG KAL TIPOYPALLLATA

4.8.1 Xprion mpokaBoploUEVWY TLUWYV

MAnpodopieg yLa Tig MPOKAOOPLOUEVEG TLMEG

Ma oplopeveg puBuioelg oto cUOTNUA, WTMOPEITE VO OPLOETE TIPOKAOOPLOUEVEG
TIUEC. Oa ¥pelaoTel va oploeTe QUTEC TIC TIHEG HOVO pia dopd Kol Katomv Ba
Urmopeite va TG emavaypnoldomnoleite oe AMeg 08dveg, onwg otnv 0Bdvn
TIPOYPAULATIONOU. Edv apyotepa BeAroete va aAAAEETE TNV TN, TIPETEL VA TNV
aA\aGete povo oe ula B€on.

MNa va oplocte MPoKaOOPLOUEVEG TIMEG yLa T Oeppokpacio Soxeiov

o to povtélo ETBH/X: Movo av éxel eykataotadel Soxelo (eotol vepol xprong
To npoypappa (eotol vepou xprnong xpnotpomolel Stadopeg MPokaBopPLOUEVES
TUUEG:

NpokaBoplopévn TN Mou xpnotuomnoleitat

Inueio pubpiong Aveong |Itn Aeltoupyla MPOYyPAUUATIOHOU, av N
Aettoupyla doxelou Leotou vepou xpriong sival

Inuetio pubpiong Eco
= Mévo mpdypappa

= Mpdypappa + avobeppavan

Inuetio pubuiong Av n Aettoupyla doxelou (eotol vepou Xprong
avabEppavaong elval

= Mpdypappa + avoaBEppavon

o tov KaBoPLOHUO TLLWV EVEPYELOG

Elvat Suvatd, povo av €xel evepyomolnBel n Aettoupyla AMAR amd TOV

EYKATAOTATN.
MNpokaBopLlopévn TN Mou xpnotuomoLeitot

TiuA nA. pelvpatog > Xpnouormoleital otnv 086vn eBdouadlaiou

- YUNAR TLPOYPAULHOATIONOD KATA Tr) PUBULON TWV TIUWY
] EVEPYELAG.

= Meon

= XaunAn

4.8.2 OplLoUOC TWV TIHLWY EVEPYELAC

2T0 oUOTNUA, UTTOPELTE Vo OplOETE TIC AKOAOUBEC TIUEC EVEPYELAC:

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
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= pLo otaBepn) TN agplou

= 3 emimeda TILWV NAEKTPKOU pEUUATOG

= évav yxpovodlakomntn efSopadlaiov TMPOYPAUUOTIONOU yla TIG TLWEC TOU
NAEKTPLIKOU PEVUUATOC.

AvaTpéfte 0TO EYXELPISLO eyKATACTAONG YLO TIEPLOOOTEPEG TTANpOdOpleC.

Nopadetypo: NMwg vo 0ploETE TLG TLUEG EVEPYELAG OTO XELPLOTAPLO;

TwA T otn Suvapki Stadpoun Tou
HEVOU
Kavolpo: 5,3 Aertd tou eupw/kWh [7.6]=5.3

kWh

HAektplkd pevpa: 12 Aemtd tou evpw/ |[7.5.1]=12

Ma va oploETE TNV TLI TOU aEpiov

1 |Metafelte oto [7.6]: PuBpiloeilg xpriotn>TipR agpiou. @O
2 | EmAéfte Tn owoTn TN agpiou. -0
3 | EuBefalwote TIg alayEg. Q-0

i

NAHPOOOPIEZ

ynoia).

TR EVEPYELAG TTOU KUpaiveTal og eupog 0,00~990 (voptopa)/kWh (pe 2 onuavtika

Mo va 0ploeTe TNV TLU TOU NAEKTPLKOU PEUUOTOG

1 |Metapelte oto [7.5.1]/[7.5.2]/[7.5.3]): PuBuice1lg xpnotn > @O
Tiun nA. peuvpatog > YPnAn/MEan/XaunAn.

2 | EruAéte TN oWOTH T NAEKTPLKOU PEVHATOC. -0

3 |EmPBePfalwote TIG aANayEC. Qu-O

4 |Emavalafete autn tn Stadikaoia Kal yia TG TPELS TLLEG —

NAEKTPLIKOU PEVUUATOC.

i

MNAHPO®OPIEZ

ynoia).

TR EVEPYELAG TTOU KUpaiveTal og eVpog 0,00~990 (voptoua)/kWh (He 2 onuavtika

i @

MNAHPO®OPIEZ

Tipn nA. peglpatog.

Av Sev €xel oploTel poypappa, Aappavetat umoyn n Tl YUnAn ya t pubuion

MNa va puBpicete To XpovoSLAKOMTN MPOYPOUHOTIOHOU TWV TLHLWV NAEKTPLKOU

PEVMOTOG

1 |MetaBelte oto [7.5.4]): PuBuioelg xprjotn>TiuA nA. Q-0
pevpatoc > Npdypappa.

2 | Mpoypappatiote TNV emAoyn XpNoLUoToLWVTaAg TNV 08ovn —
TIPOYPAUUATIONOU. MTope(Te v OpIOETE TLG TLUEC NAEKTPLKOU
pevpatog YPnAn, MEon kat XapnAn cUudwva e TOV TAPOX0
NAEKTPLKAG EVEPYELQAG.

3 | EuBefalwote Tig alayEg. QO

08nydg avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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MNAHPO®OPIEZ

Ol TWHEG QVTLOTOLXOUV OTLG TLHEG NAEKTPLKOU peUpOTOC yla TG pubuicelg YUnAn,
Méon kat XapnAfQ Tou oplotnkav Tponyoupévwe. Av Sev oploTel TpoOypauua,
AapBavetal uTtown n T Tou NAEKTPLIKOU PEVIATOGC yia To atolxelo YYNAN.

i @

MAnpodopieg yLa TG TIHEG EVEPYELOG OE MEPIMTWON EVVOLKOU TLoAoyiou ava kWh
OlVOVEWOLUNG EVEPYELOLG

Katd tn pubulon twv TUWVY evépyelag pmopel va AndBel unmodn éva euvoikd
TIHOAGYLo. Mapdlo Tou TO KOOTOC Aeltoupylag Umopel va elval auénuévo, To
OUVOALKO KOOoTOC Aettoupylag Ba pewwbel av AndBel umoyn n amoédoon twv
SamavnBéviwy.

EIAONOIHZH
@povtioTe va TPOTIOTOLACETE TN PUBULON TWV TWWY EVEPYELAG KATA TN AREN TNG

TePLOSOU LoXUOE TOU EUVOIKOU TLOAOYIOU.

MNa va oploete TNV TLU TOU aepiov o€ mepintwon euvoikoL TipoAoyiov ava
kWh avavewong evépyelog

YroAoylote TNV afla yla TNV T TOU agplou pe Tov akolouBo tumo:
= Tpéxouvoa TN aspiouv+(Euvoikn Tipn/kwWhx0,9)
MNna tn Sdtadlkacia oplopol TG TN agplou, avatpéfte otnv evotnta "Ma va

oploete TNV TLUN Tou aegpiou” [» 40].

MNa va oploete TNV TLUI TOU NAEKTPLKOU PEVATOG OE TEPLTTWON EVVOIKOU
TipoAoyiov ava kWh avavewoiung evEpyeLag

YrioAoylote TNV afla yla TNV T TOU NAEKTPLKOU PEVUATOC HE TOV akOAoUBO TUTIO:
= Tpéxouoa TN NAEKTPKOU pelpatoc+ELvoikn Tiurn/kWh

MNna ™ Stadikacio oplopol TN TWNC TOU NAEKTPLKOU PEUPOTOG, avaTpeEte aTnv
evotnta Mo va 0ploETE TNV TN TOU NAeKTPKOU pevpatog” [» 40].

Napadeilypa

MNapakdtw mapatiBetat va mapddeLya KoL OL TIEC 1)/KOL OL THEC TwV puBuioewy
Tou xpnotuornolovuvtat AEN eivat akplBelc.

Asdopéva TwiR/kWh

T agpilou 4,08

TR NAEKTPLIKOU pEUATOC 12,49

EuvVOIKA T QVAVEWOLUNG EVEPYELAS 5

Bepuotntag ava kWh

YTOAOYLOUOG TNG TLIUAG aEpiov

TN agpiov=Tpéxouoa Tipn agplou+(Euvoikn tiun/kWhx0,9)
Twry agpiou=4,08+(5%0,9)
T agpiou=8,58
YMoAOYLOMAG TNG TLG NAEKTPLKOU pEULATOG
T NAEKTPLKOU PelUATOC=TPEXOLOA TLUA NAEKTPLKOU PelUATOC+HEUVOIKA TR/
kWh
TLun NAEKTPLIKOU peVpaToc=12,49+5

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW |4 DAIKIN 08nyog avadopdg xpriotn
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TN NAekTPLIKOU pevpatoc=17,49

Twn T otn Suvapkn Stadpoun Tou
pevou

Aéplo: 4,08 /kWh [7.6]=8.6

HAektpikd pevpa: 12,49 /kWh [7.5.1]=17

4.8.3 Xpnon kal KaBoplopodg mpoypapuaTwy
MAnpodopicg ya ta npoypappata
Avdloya pe tn Sldtaén ToOU CUCTAMATOC 0ag Kal TIG pUBUIOELS TOU eyKATAOTATN,
eVOEYETAL VAL UTIAPYOLV TIPOYPAUOTA YA TIOANEC puBpiceLC.
Mrnopeite:

= Na emiAé€ete Ta mpoypdupata mou BEAETE va xpnolpomnoloete tn Sedopévn
OTLYHN.

* Na oploete ta Olkd o0ag TMPOYPAUUATA,
npokaBoplopéva  mpoypaupata.  Mrmopeite
OUVKEKPLUEVEC EVEPYELEC O KABE puBULON.

gav Oev o00¢ KaAUmTtouv Ta
va  Tipoypappatioste  povo

MOavEg 000VEG TPOYPARLATIOHOU

Xpnon
KaBopiote tnv emiBupntn Bepuokpacio xwpou
otn Aettoupyla Bépuavong.

‘Ovopa kot tonoBecia

[1.2] Xwpog > Npoypappa
O€ppavaong

[1.3] Xwpog > Npdypappa
YuEng

[2.2] Kupia Cwvn >
Mpoypoppa B€ppavaong

KaBopiote tnv emiBupntn Bepuokpacio xwpou
otn Aettoupyia Puénc.

KaBopiote tnv emiBupntn Bepuokpacia
eEepyOpEVOUL VEPOU yla TNV KUpLa {wvn 0TN
Aettoupyla Bépuavong.

[2.3] Kupia Cwvn >
Mpoypaupa PuENG

KaBopiote tnv emiBupntn Bepuokpacia
eEepyOpEevoU vepoU yla TNV KUpLa {wvn oTn
Aettoupyia Wuéng.

KaBopiote tnv emiBupntn Bepuokpacia
eEepyOUEVOU VEPOU VLA TN CUUMANPWHATIKA
{wvn otn Asltoupyia Bppavong.

[3.2] ZupmAnpwpatiky Cwvn
> Mpoypoppa B€puavong

[3.3] ZupmAnpwpatiky Cwvn
> Mpoypappa YuEng

KaBopiote tnv emiBupntn Bepuokpacia
eEepyOUEVOU VEPOU YLA TN CUUMANPWHATIKA
{wvn otn Asttoupyia Puéne.

Avatpétte otnv evotnta "4.6.2 OpLlopog TNG
Aettoupylag xwpou" [» 31].

[4.2] @€ppavaon/PuEn xwpou
> MpoypOoUUATLONOG
Aeltoupyilag

[5.5] Aoxeilo > Mpoypapua KaBopiote tnv emiBupntn Bepuokpaocia doxelou
{eoToU vepoU XpAoNG yLa TIG CUVNBELG AVAYKEG
oag o€ (e0TO VEPO XPHONG:

= Aveon

= Eco

= Alakorm

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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‘Ovopa kat tonoBecia Xpnon
[7.4.2] PuBpiocelg xpriotn > |KaBopiote mote n povada Ba npémnet va
AB6puUBn Aeiltoupyia> XpnoLuorolel kaBe enimedo aBopufng
Mpoypappa Aetoupyiag:

= Anevepyormnoinon
= AB6puPn Aertoupyila
= Mo aBopufn Aertoupyia

= EvteAwg aBoépuPfn Aeritoupyia

[7.5.4] PuBpioeilg xpriotn > |KabBopiote mote Ba LOXUEL UL CUYKEKPLUEVN
Tipn nA. pevpatog > TIUA XPEwoNGS NAEKTPLKOU pEVUUATOC.
Mpoypappa

MNapadstypa KaOopLopol EVOG MPOYPAUUOTOG

Avatpétte otnv evotnta "4.8.4 006vn mpoypappdtwy: Napddewypa” [» 43].

4.8.4 066vn nmpoypappdtwy: Napadetyua

Ye auto To mapadelypa emeényeltal o TPOMOC PUBLLONG €VOC TPOYPAUUATOC
Bepuokpaciag xwpou otn Aettoupyia BEpuavong ya tnv kupLa Lwvn.

NAHPO®OPIEZ

o
l OL SLadLkacieg yLo Tov 0pLopo GAAWY TIPOYPAUUATWY E(VAL TTAPOOLEG.

MNa va ka@opioete To MPOYPAUHOL: EMLOKOTNGN

Napadelypoa: OéAete va pubuioete To akoAouBo TPOYPAUUAL:

EmA. xpiotn 1
Aeut [m]
Tp ] — ]
Ter ] — ]
Nép ] — ]
Map [ — — B
pAe¢) [njm— N
Kup [nm— N

NpolndBeon: To mpoypapua Bepuokpaciog xwpou OSlatiBetal povo av elvat
evepyn n puBulon Beppootdtn xwpou. Av elval evepyr) n puBuion Beppokpaciag
eEepyoOpevou vepou, pmopeite va pubuloete evOANQKTIKA TO TPpOYpAUUa KUPLAC
{wvng.

1 Metafeite oto mpoypapua.

2  (mpoalpeTkd) AlaypAaTe TO MEPLEXOUEVO TOU TIPOYPALUATOS OAOKANPNG TNG
eBSopAdAC N TO TIEPLEXOUEVO TOU TIPOYPAUUATOC LLAC ETUAEYUEVNG NUEPAC.

PuBuioTe TO MPOYPAUUA YL TNV NUEPA AEUTEPAQ.
AvtlypdTe TO MPOYPAULA OTLG UTTOAOLTIEC NUEPEC TNG EBSopddac.

PuBuliote to mpoypauua yia Ty nuépa XABPato kat avtypayte To otnv
nuépa Kupakn.

6 OvVOpAOTE TO POYPAUUA.

Ma va petoPeite oto mpoypappa

1 |MetaPelte oto [1.1]: Xwpog > MNpdypapua. Q-0

2 | PuBuiote to mpoypapua otnv emdoyr Nat. Qs -O

3 | Metapeite oto [1.2]: Xwpog > Npdypappa O€pupavaong. QO
ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+IW P DAIKIN 08nyog avadopag xphotn
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MNa va dtaypaete 10 MePLEXOUEVO TOU £BSopadLOioU TPOYPAMOTOG

1

EruAé€te TO OvoUQ TOU TPEXOVTOG TIPOYPAUUATOC.

Q-0

EmAéCte Ataypadn.

Il 2avpaon
AI MeTovopaaia
& EmAoyn

EruAééte OK yia emiBeBaiwon.

Mov

o SLaypaP ETE TO MEPLEXOUEVO EVOC TTPOYPALLLOTOG NUEPOLG

EruAé€te TNV NUEPQ TO TEPLEXOEVO TNG oTtolag BEAeTe va
Slaypaete. Na mapddetypa Napackeun

EmiA. xpotn 1
Aeut Ol
Tp [ — — N
Ter [ — — ]
Mép [ — — ]
[ 07 J o ———— 5|
peT] [ —
Kup [ —

Em\é€te Ataypadr.

i Aavpaen
@ Emegepyacia
@ Avriypagr

[{QERH®)

EruAéEte OK yla emiBeBaiwon.

MNa v

o pUOULOTE TO MPAYPOLHA VLA TRV NUEPA AsUTEPQL

EmAéCte AguTEpa.

EmA. xpnotn 1
Asur O
Tp B —
Ter B —
Nép B —
Map o0
4B o0
Kup o0

En\é€te Emegepyaoia.

ﬁ Aiaypaery
@ Emegepyaoia
@ Avtiypagn

08nyog avadopag xpriotn
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3 | XpNOLUOTIOLAOTE TOV apLoTEPO ETIAOYEQ YL VAL ETUAEEETE UL @0
KaTaxwpnon Kol EMeEEpyAOTELTE TNV KATAXWPENON UE ToV OEELO
emloyéa. Mmopeite va mpoypaUUATIOETE WG Kal 6 EVEPYELEG
ava NUEPA. TN Ypapun pa unAn Bepuokpaoia €xeL Lo
oKoUPO Ypwpa amod ula xapnAn Bepuokpacia.

Q--Q)

] ——— P00
0 12 24

6:00 20°C 22:00 18°C
8:30 18°C :
17:30 21°C

Inueiwon: MNa va Staypdete pla evépyela, oplote TNV wpa
™G otV (dla wpa Ue TNV TPONYOUUEVN EVEPYELQ.

4 |EruPeBaiwote TI¢ aANayEG. QO

Anotéheoua: # To mpoypappa yla t Asutépa £xel kaBoploTel.
H T g mponyoU eV G eVEPYELAC LOXUEL LEXPL TNV EMOUEVN
TIPOYPOAUUATIOUEVN EVEPYELA. ZE€ QUTO TO TAPASELYUQ, N
AguTépa elval N MpWTN NUEPA TTOU TIpOyPAUUATioATE.
Emopévwg, n TeAeutaia MpoyPAUUATIOUEVN EVEPYELD LOXUEL EWG
KL TNV TIPWTN EVEPYELA TNG EMOUEVNC AEUTEPQG.

Ma va avilypaP ete 1o MPOYpPaAHLLA OTLG UTTOAOLIIEG NUEPEG TNG EBSOMAdAG

1 |EméCte AeuTtEpa. QO

EmA. xpriotn 1
Aeur O
To ] ——
Ter ] ——
Mép [ —
Map DO
4B [ ——
Kup DO

2 |EméCte AvTiypadn. Q-0

f davpaen
@ Emegepyaoia

AvTiypaen

Anotéheopa: #Epudavidetal n evdelén "C" dimha otnv nuépa
TIou avtlypalarte.

3 |Emééte Tpitn. QO

EmA. xpnotn 1
i

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
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4 | Em\é€te EMKOAANON. (@:-O

i Aaveaen
@ Emegepyacia
Aviiypagi

9 EmikoéAAnon

Anotéheopa: #

EmA. xpriotn 1
Agut O
Tp [ — — N
Ter o — ]
Nép [ —
MNap [ —
4B [ —
Kup [ —

5 | EmavaAdBete auThV TNV EVEPYELA YLOL OAEC TIC UTTOAOLTIEC —
nuépec tne efdopddac.

EmA. xpriotn 1
Aeut O
Tp [ —— 5]
Ter [ —— 5]
Mép [ —— 5]
[ -7 Y o — — 1]
6B | ——
Kup | —

MNa va puOpicete To MPOoypappa yLio TV NUEPA ZABBATO Kal va TO avTlypAPeTe
otnv nuépa Kuplakn

1 |Emécte ZaBPato. (@:-O
2 |EnéCte EmeEepyaotia. @O
3 | XpnOWWOTOLAOTE TOV apLoTEPO ETIAOYEQ YL VA ETUAEEETE UL -0
KaTaxwpnon Kol EMeEEpyAOTELTE TNV KATAXWPENON UE ToV OEELO 0@
ETAOYEQL
O — SGB
0 12 24
8:00 21°C
23:00 18°C
4 | EruPBeBalwote TG aAAayEC. QO
5 |En\étte ZAapPato. QO
6 |Emétte AvTiypadn. Q-0
7 |Em\é€te Kuploki. Q-0
8 | Em\é€te EMKOAANON. QO
Anotéheopa: #
EmA. xpriotn 1
Aeut O (]
Tp | ] ————__u}
Ter [ ] ————__u}
Nép [ ] ————__u}
Map [ ] ————__u}
Zap O [ C
Kup [N— _______i§]

08nyog avadopag xpriotn
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Mo vo LETOVOUAOETE TO MPOYPOUHQL

1 | EmAé€Te TO OVOUQ TOU TPEXOVTOC TIPOYPALUATOG. Qs -O
EmA. xpriotn 1
Aeut O ]
Tp [ ] — — ]
Ter [ ] — — ]
Mép [ ] — — ]
Map | —— ]
Zap [m— 5N
Kup [m— 5N
2 |Em\éEte MeTtovopaoia. QO
ﬁﬂ Aaypagn
AI MeTovopacia
% EmAoyn
3 | (mpoalpeTikd) MNa va SLaypAPETE TO OVOLA TOU TPEXOVTOC Q@
TiPOYPAUUATOC, TteptnynBeite 0TN AlOTA TWV XAPAKTAPWY HEXPL
va epdavioTel TO € Kat KOTOTLY TTOTHOTE To yla va Slaypaete
TOV TPOoNYOUEVO xapaktipa. EmavaldBete yla kaBe
XOPAKTAPA TOU OVOUATOG TOU TIPOYPAUUATOC.
4 |0 va OVOUAOETE TO TPEXOV TIPOYPAUUA, TteplnynBeite otn O
AloTa YapakThpwy Kol ETBEBALWOTE TOV ETUAEYUEVO
XOpaKTPA. To OVOUA TOU TIPOYPAUUATOC UIMOPEL va TTEPLEXEL
€wg Kat 15 yapaktipec.
5 | EmuBePfalwote To VEO GvouaL. QO
° NAHPO®OPIEZ
l Agv glval Suvatr n HETOVOUAOIA OAWV TWV TPOYPAUUATWV.

Napadsypa xprong: Epyaleote oc éva ovotnua pe 3 Bapdieg

Av epyaleote o€ éva clotnua Pe 3 BApOLEG, UMOPE(TE va KAVETE TA EENG:

1

KaBoplote 3 mpoypdupata Beppokpaciag xwpou otn Asltoupyia Bépuavong
Kal anmodwaote Toug T Kat@AAnAa ovopata. Mapadstypa: Mpwvr, Huepnola

kal Bpadwn

EruAé€te To Mpoypappa mou BENETE va XpNOLULOTIONOETE TN SES0UEVN OTLYUN.

4.9 KopmuAn avtotabuiong

4.9.1 Tielval n KAPmUAn avtlotddulong;

A&wtoupyia avriotabuiong

H povada Asttoupyel "avtiotabuilovtag Tig Kalplkég ouvOnkeg" av n emBuuntn
Bepuokpaoia efepyduevou vepou N n  emBupnt) Oeppokpacio  Soxeiou
kaBopiletal autopata amnod TNV e€wteplkn Bepuokpacia. Emopévwe, ouvdéstal oe
évav aloBntnpa Beppokpaciag otov Bopelo tolxo Tou KINplou. Av n efwTeplkn
Bepuokpaoia pewbel f avénbel, n povada avrtiotabuilel apéows v aAAayn.
Juvenwg, n povada Sev xpelaletal va TEPLUEVEL TNV avatpododotnon amod Tov
BepuooTdTn yla va auEnoeL ) va LELWOoEL TN Beppokpacio e€epydpevou vepou A TN

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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Bepuokpacia tou Soxelou. Emeldn avidpd Mo ypryopa, QMOTPEMEL TN WEYAAN
avodo N MTWon NG ECWTEPLKAG Bepuokpaociag kat tng Bepuokpaoiag vepol ota
onpela mapoxng.

MAgovékTnua

H Aettoupyla avTloTABULONG LELWVEL TNV KATAVAAWGCN EVEPYELAG.

KopurtOAn avtiotadpiong

Ma va eival duvatn n avtlotabuilon twv dladopwv otn Bepuokpacia, n povada
BaclleTal otV KAUMUAN avToTaBbpwong te. Aut) n KapmiuAn kaBopilel mola
npénel va elval n Bepuokpaocia tou doyxeiou 1 Tou e€epyOUEVOU VEPOU OTLG
Sladopec etwteplkég Beppokpaciec. Emeldn n kAlon tng KapmuAng e€aptdtal ano
TIC TOTUKEG TIPOUTOBECELS, OMWG TO KALUA Kal n UOVWGN ToU OTiTloy, N KApmuAn
UTTOPEL va TPOCAPHOOTEL amd €vayv EYKATAoTAT A XPHOTN.

Tumol KapnUANG aVTLOTAOMLeNG

Yrtdpyxouv 2 TUTOL KAPTUANG avTloTaBuong:

= KaumuAn 2 onueiwyv

= KapmuAn Sladopdg-amokAlong

O TUMog KAUTTUANG TTou Ba XpNOLUOTIOLOETE VLA VO KAVETE TIPOCOPUOYEC €apTATAL
amo TIG TPOCWTIKEG TPOTIUNOELS 0aC. Avatpéfte otnv evotnta "4.9.4 Xpron
KQUMUAWYV avTlotaduiong” [» 51].

AwaBeopotnTa

H kaumuAn avtiotaduiong eival Stabéaotun yla ta €nc:

= KUpla Lwvn - @éppavon

= Kupla {wvn - Wuén

= JUUMANPWHATIKA {wvn - Oépuavon

= JupMAnpwpatikn Zwvn - Woén

= Noxelo

° NAHPO®OPIEZ

l Mo va elvat duvatr) n Aettoupyia avtlotabuiong, pubuiote cwotd to onpeio
pUBULONG TNG KUPLAG LWVNG, TNG CUMMANPWHATIKACS {wvng 1) Tou Soxelou. Avatpéfte
otnv evotnta "4.9.4 Xpron kapumuAwy avtotaduiong"” [» 51].

4.9.2 KaumuAn 2 onpelwyv

KaBopiote tnv KapmuAn avtlotdBuilong pe autd ta dUo onueia puBuiong:
= Ynueio puBULoNng (X1, Y2)
= Ynueio puBuLong (X2, Y1)

08nyog avadopag xpriotn
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Napadeypa
[E 1 a
Y2
Y1
X1 X2 A
MNpoidv Nepypadn
a Enleypévn {wvn avtiotdadulonc:

= £E: O¢ppavon KUPLAC LHVNC f CUMTANPWHATIKAC {OVNC
. B Wien kuplag Lwvng f CUPTANPWUATLKAC {wvNng
- [ Zeoto VEPO XPNoNg

X1, X2 |MNapadeiypata eEwtepkng Bepuokpaaciag meptBarlovtog

Y1, Y2 |Napadeiypata emBupntnc Beppokpaciac Soxeiou n e€epyouevou
vepoU. To elkoviblo avTloTolyel oTtov ekmOpmo BepudTnTag yia T
OUYKEKPLUEVN TWwvN:

- [E: Evbosamnesia Bepuavon
- &) Movésa fan coil

= [IT: @eppavtkd obpa

. EI: Aoyeio CeoTtou vepoU xpnong

MBaveg evépyeleg o auTnV TV 006vn

-0 MeplnynBeite ot Bepuokpaoied.

O--- 03 AN\GEte Tn Bepuokpaoia.

O Qn MNpoxwpnote otnv eMopevn Bepuokpacia.
Qs+ O EruBefalwote TIg aAayEC Kal oUVEXLOTE.

4.9.3 KaumuAn Stadopdc-amnokAlong
Awadopad ko anokAon

KaBopiote tVv kaumuAn avtiotaduiong avaloya pe tn Stadopd Kal TNV amokAlon

ne:

= AA\a€te tn Swadopd ylo va aufnoete | va HELWOETE SLadopeTIKA TN
Bepuokpacia tou efepxopevou  vepoUu yla  SladopeTIKEG  Beppokpacieg
neptBarrovroc. Ma mapadelyua, av n Bepuokpacia eEepyouevou vepou ivat oe
VEVIKEC YPAUUES KOAN aANG elval e€alpeTIKA XaUnAr o XaunAég Beppokpaaoieg
neplBarrovtog, auvénote tn Sladopd €tol wote n Bepuokpaocia eepyxduevou
vepoU va Beppaivetal otadlakd TEPLOCOTEPO O OTASLOKA YOUUNAOTEPEG
Bepuokpaoieg meplBAAhovtoc.

= AAN\G€Te TNV amokAlon vyl va QUENOETE 1 Vol HELWOETE Looduvaua TN

Bepuokpacia Tou efepxopevou  vepoUu yla  SladopeTIKEG  Beppokpacieg
neplBaArrovtoc. lNa mapadelyua, av n Bepuokpacia eéepxouevou vepou elval
nmavta  e€alpeTikd xaunAn oe SladopeTikég Oeppokpaocieg meptBAAovIog,
oMGETE TNV QIMOKALON TIPOC TA €MAVW YlA VA QUENOETE Looduvapa TN
Bepuokpaoia eepyduevou vepoU yla OAeg TI¢ Beppokpaacieg meptBaAlovToc.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
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Noapadeiypota

KaumuAn avtiotaduiong av €xet emdeyel n Stadopd:

¢
—a ---b AN e
— 1 d

X1 X2 A

KaumuAn avtiotaduionc av €xet eTuAeyel n anokAlon:

Y4

¢
—a ---b 1 e

4
+ 1 d

X1 X2 A
Npoiov Nepypadn
a KopmuAn avtiotdBuiong mpLy amod tig aAAayEg.
b KaprmuAn avtotaBbpong Hetd Tig alayEg (eVOELKTIKN):
= Av aA\&éel n Sadopd, n véa TMPOTIHWHEVN Bepuokpacia oTto
onueio X1 elvat dvica uvPnAdtepn amd TNV TPOTLUWUEVN
Bepuokpaoia oto X2.
= Av aM\@gel n amokAlon, n véa mpoTUwUeVn Bepuokpacia oto
onueio X1 elvat woodlUvapa uPnAotepn HE TNV TPOTLUWUEVN
Bepuokpaoia oto X2.
c Altadopd
d ATIOKALON
e Ertleypévn {wvn avtiotadulonc:
= $F: O¢ppavon KUpLaC ZHVNC i CUMTANPWHATIKAC {OVNC
. B Wien kuplag Lwvng f CUPMANPWUATIKAC {wvNng
- (5 Zeoto VEPO XPHoNG
X1, X2 Napadelypata eEwtepikrg Bepuokpaaciag mepBaArovtoc
Y1,Y2,Y3, MNapadeiypata emBuuntic Bepuokpaciag doxelou r e€epyouevou
Y4 vepoU. To elkovidlo avTLoToL el 0TOV eKTTOUTIO BEPUOTNTAC VLA TN

OUYKEKPLUEVN TWwVN):
- [E: Evsosanésia Bépuavon
- (& Movasa fan coll

= [T Oeppavtkd owpa

. D: Aoyeio {eoToL vepoU xpnong

08nyog avadopag xpriotn
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MBaveg evépyeleg o€ auThV TV 006vn
-0 ErAé€te Tn Sladopd f TNV amokALon.
OO} Augnote | pewwote tn Stadopd/andkiion.
O Q@ Av €xel emideyel n Stadopd: opiote ™ Stadopd kal petafeite
oTNV ATOKALON.
Av €xel eTuAeyel n amokALlon: oploTe TNV ATOKALON.
QO EmuBefalwote TIG aANQyEC Kal ETLOTPEYTE OTO UTIOUEVOU.

4.9.4 Xpnon KaumuAwy avtiotaduiong

PuBpiote TIg KAUMUAEC avTloTABuLoNG we EEAG:

MNa va kaBopioste tn Asttoupyia onpeiov puOULONG

Ma va XpnoLOTIONOETE TNV KAUTTUAN avTlotabuilong, TpEmel va kaboploete TN

Aettoupyla onueiou puBULIONG:

Metafeite otn Asttoupyia onueiov
pLOMLONG ...

PuOuiote tn Aettoupyia onpeiov
puUBMLONG OF ...

Kupla {wvn — @éppavon

[2.4] KUpla Cwvn > Asitoupyila
onueiou pubuiong

A@ O¢ppavong, otabepn YugnH
Avtiotdbuion

Kupla {wvn — WHén

[2.4] KUpia Cuwvn > Asitoupyia
onueiou pubuiong

Avtiotdbuion

TuunAnpwpatikn {wvn — O€ppavon

[3.4] ZupmAnpwpatikg Cwvn >
Aeltoupyia onueiou pubuiong

A® B€ppavong, otabepn YuEn'H
Avtiotdbuion

TupnAnpwpotikr {wvn — Wogn

onueiou puduiong

[3.4] ZupmAnpwpatiky Cwvn > Avtiotdbuion
Agltoupyia onueiou pubuiong

Aoxeio

[5.B] Aoxeio > Ae1toupyia Avtiotdbuion

MNa va aAAG€eTe Tov TUMO TG KAUMUANG QVTLOTABULONG

MNa va aMAEgeTe Tov TUMO yla OAeC TG {wveg Kal yla To doxelo, uetaeite otn
puBuLon [2.E] KUpla Cwvn > TUMOG KAUMUANG AO.

H mpofBoAn tou tumou mou elvatl emAeyuévoc ival emiong duvath HECW TWV €ENG

puBuicewv:

= [3.C] ZupmAnpwpotiki Cwvn > TUMOG KAumuAng AO

= [5.E] Aoxelo>Tumog KOumUAng AO

MNa va aAAagete TNV KapunUAn aviiotaduiong

Zwvn

MeraBeite otig puOpioELS ...

Kupla {wvn — Oéppavon

[2.5] KUpla Cwvn > KoumuAn AO
O€ppavong

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW
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Zwvn

Metapeite otig pubpiosls ...

Kupla {wvn — Wuén

[2.6] KUp1ia Cwvn > KaumuAn AG
Yogng

JupnAnpwpatikr {wvn — Oéppavon

[3.5] ZupmAnpwpatiky Cwvn >
KaprmuAn A© 6€ppavong

JupnAnpwpatikn {wvn — Woén

[3.6] ZupmAnpwpatikg Cwvn >
KaprmuAn A© Yugng

Aoxeio

[5.C] Aoxeio > KaumuAn A@

MNAHPO®OPIEZ

[ )
l MEéyLoTto Kot EAGXLoTO onpeio puBULONG

Aev pnopeite va pubpuioete tnv kaumuAn pe Beppokpaoieg mou elvatl uPnAotepeg n

XOUNAOTEPEC amd TO WEYLOTO Kal TO

€NAXLOTO OoNpelo puBULONG TToU €xeL puBuLoTEL

ylo autrv T Lwvn N yla to Soxelo. Av emiteuxBel To PéyLOTO 1) TO EAAXLOTO OnUElo

pUBULONG, N KAUTTUAN e€OUOAUVETAL.

Ma tn Aentopepn pUOMLON TNG KOUTTUANG
QOKALONG

O mapakdtw Tivakag meplypadel mwe v
avTLOTABLIoNG pLag {wvng R evog doxelou:

avtiotadpiong: kopunUuAn Swadopdc-

o pubpioete AEMTOUEPWE TNV KAUTIUAN

AwBaveote ... Nemttopepng pUBHLION pE
Stadopd Kot artokAon:
Z€ KOLVOVLKEG Je XaunAég sfwtepkég | Awadopd AmntokAon
e§WTEPLKES O£pHOKPAGIEG...
Beppokpaoisg...

oK Kpvo T -
OK Zéotn N —
Kpvo oK N/ T
Kpvo KpUo — T
Kpuo Zéotn N ™
Zéotn oK ™ d
Zéotn Kpvo ™ N2
Zéotn Zéotn — NY

Ma tn Aentopepn pUOULON TNG KAUTTUANG

O mapakdtw Tivakag meplypadel mwe v
avTLoTtabpong pag {wvng n evog Soyeiou:

avtiotaduiong: KunuAn 2 onpeiwv

o PpUBLIOETE AEMTOUEPWCE TNV KAUTIUAN

AwcBaveote ... Nentopepng puOULON HE
onueia puBULONG:
I€ KOVOVIKEG Ie xapnAéc efwrepikég | Y20 | v1l@ | xa1@® | x2@
€EWTEPLKEG OepHOKPOAOIES...
OeppoKpAOiEC...
OK Kpvo ™ — T —
o]'¢ Zéotn N — N —
Kpvo OK — ™ — T
Kpoo Kpvo OER RO O )
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AwocBaveote ... NenmTopEPNG PUOKLON pE
onueia puBMLONG:
I€ KOWVOVIKEG Ie xapnAéc ewrepikég | Y2©@ | vl | x1@ | x2@
€EWTEPLKEG OeppoKpAOiE...
OepHOKPAOIES...
Kpvo Zéotn Ng ™ N% T
Zéotn OK — N% — N%
Zéotn Kpvo 0 N% T N%
Z¢otn Z¢otn N2 N2 N2 N2

@ Avatpéfte otnv evotnta "4.9.2 KounUAn 2 onpeiwv" [ 48].

4.10 AMec Aettoupyleg

4.10.1 T va puBuloste TNV wpa KaL TNV NUEPOUNVia

1 | Metafeite oto [7.2] PuBuicelg xpriotn >Qpa/ @O
nuepounvia.

4.10.2 Xpnon tng aBopufng Asttoupylag
MAnpodopicg yia tnv abopuPn Asttoupyia

Mmopeite va xpnowlomnolnoste v abopufn Asltoupyla, ylo Vo PELWWOETE TO
BopuPo NG efwtepkng povadag. Qotoco, autd Ba HELWOEL Kal TNV amodoon
Bépuavong/Ppuéne tou ouoTApatog. Ymapxouv TOAA  Sladopetikd  emimeda
aBdpufnc Aettoupylac.

O eyKATOOTATNG UMopEl va KAVEL Ta €ENC:

= Na amevepyomnolroel TANPwWG TNV aBopufn Aettoupyia

= Na evepyormolnoet xelpokivnta éva emninedo abopufng Asttoupylag

= Na erutpé el oToV XproTN Vo 0pLoEL éva Tipoypappa abopuBng Asttoupylag

Av £XEL eMITpOMEl QMO TOV €YKATAOTATN, O XPNOTNG Wmopel va oplosl éva
npoypappa abopufng Asettoupylac.

NAHPO®OPIEZ

o
l Av n efwteplkn Beppokpacia elval katw amd to Undév, ouviotatat va MHN
XPNOLLOTIOLNOETE TO TILo XapNnAS eninedo aBopufng Aettoupylag.

MNa va eAéyéete eav n aBopufn Asttoupyia ival evepyn

Av gudavitetal n €vdelén @ otnv apyxlkn oBovn, n abopufn Asttoupyia eival
EvepyN.

MNa va opicete éva npoypappa adopuBng Asttoupyiag

Neploplopog: Eival duvatd, povo av €xel evepyorolnBel n Aswtoupyla and tov
EYKATOOTATN.

1 |Metafelte oto [7.4.2]: PuBuioce1lg xpriotn > ABopufn Q-0
Agitoupyia > Npdypappa.
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2 | Oplote T0 MPOoypapua. Ma mepLocOTEPEC MANPODOPIEC OYETIKA —
LLE TOV TIPOYPAUUATIONO, avatpefte otny evotnta "4.8.4 0Bovn
Tipoypappdtwy: MNapddewypa” [» 43].

4.10.3 Xpnon tnc Asttoupyiag Stakomwy

MAnpodopicg yia tn Asttoupyia Stokomwv

Katd tn Stdpkela Twv SLOKOMWY 0O¢, UMOPELTE va XPNOLUOTIOLNOETE TN AslToupyla
SlaKoTwy, ylo va amokAVETE amd TA KAVOVIKA TIPOYPAUUATA oag xwpeig va
xpelaletal va ta aANdEete. Evw elval evepyr n Aettoupyila dtakomwy, n Aettoupyia
Bépuavong/Puéng xwpou kat n Asttoupyio leotol vepol ypriong Ba eival
QTIEVEPYOTIONMEVEG. H avTutayeTiky mpootacia Ywpou Kal n Asltoupyia Tou
OUOTAUOTOG BEpUAVONG KATA TNG AEYLOVEANQC Ba TTAPAPEVOUV EVEPYEC.

Turukn pon epyaciag

H xprjon t¢ Aettoupylag Stakomwy mephapBdvel cuvnBwe Ta Mapakatw otadla:
1 PUBULON TNG NUEpoUNnviag evapéng kat AENG Twv SLaKomwy Gag.

2 Evepyormoinon tng Aettoupyiag Slakomwy.

Mo va eAéyéete dv n Asttoupyia Stakomwv ival evepyorotnpévn /Kot
Aettoupyel

Av gudavitetal n €vdelén otnv apxlk oBovn, n Asttoupyia dlakonmwy elval
Evepyn.

MNa va puBpiocete tn Asttoupyia Stakonwv

1 |Evepyornotrote tn Aettoupyla Stakomwy. —

= Metafeite oto [7.3.1]: PuBptioelg xpnotn > ALOKOTEG >|  (@:-O
Evepyomnoinon.

7.3.1

Evepyotroinon
Amd
Ewg

= Em\é€te Evepyomoinon. QO

2 | PubBuiote TNV mpwtn NUEPA TWV SLOKOTIWY C0OC. —

= Metaeite oto [7.3.2]: Ano. Qs-O
= Ermétte pla nuepounvia. -0

O--- 0}
= EruBefalwote TIG aAAayEC. Qa0

3 | PuBuiote TNV TeAevTala NUEPA TWV OLOKOTIWY COAG. —

= Metapeite oto [7.3.3]: Ewc. Qs-O

= Em\é€te pa nuepopnvia. 00

= EruBefalwote TIg aAayEC. Q-0
08nyog avadopag xpnot PDAIKIN ETVH/X16518+23DA6V+IW/(G) + ETBH/X16DA6V+9W
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4.10.4 Mpooapuoyeag WLAN

MNAHPO®OPIEZ

NMeploplopog: O pubpioelg tou mpooappoyéa WLAN elval opatég HOVO av €XeL
eykataotabel évag mpooappoyéag WLAN.

i

MAnpodopieg yia tov npocappoyéa WLAN

O mpooappoyéag acupuatou LAN cuvdéel to ovotnua avtilag Bepuotntag oto
internet. Katomly, pmopeite wg xprnotng va pubuicete to ocvoTnua avtilag
BepuodtnTag péow tne epapuoyng Daikin Residential Controller.

M' autod xpeldleote Ta akoAouBa otolyela:

o

[
00 ga

OR

o
2

a |Mpooapuoyéag WLAN | O mpooappoyeag WLAN TipEmeL va €XEL
tonoBeTnBel amod Tov eyKATACTATN OTNV ECWTEPLKN
HovAada (0TO ECWTEPLKO TOU UMPOOTIVOU TIAALGLOU).

b | Apopohoyntic Eunopiou.
¢ |Smartphone + H edappoyr) Daikin Residential Controller mpénet
edbappoyn va eykataotabel oto smartphone tou xprjotn.
' ~ Avatpéfte ota €€NG:
DAIKIN | . o
http://www.onlinecontroller.daikineurope.com/
EinE
Awapopdwon

MNna va dapopdwoete v epapuoyn Daikin Residential Controller, akohouBrjote
TI¢ obnyleg evtog tng edappoyns. Kata tn Sidpkela avtrhg tng Sadkaoiag,
armattovvtal ol akOAouBec evépyeleg Kal TANPOGOPIEC OTO XELPLOTAPLO TNG
E0WTEPLKAG povadag:

D . .
8 Mpogik xpiiom [D] AUUPH(X'CY] T[U)\r]
d) Aeroupyia

’;.\‘ AcUpparn TUAn

[D.1] Ae1Ttoupyia
[D.2] WPS

[D.3] Emavadopd

[

[\ Auohermoupyia
& Xapog

D.4] NAnpodopieg OUCKEUNG

[D.1] Aeltoupyia: ENEPTOMOIHITE tn Aettoupyla AP (= evepydg mPOOAPUOYEQS
WLAN w¢ onuelo mpooPaong):

1 |MetaBeite oto [D.1]: AcUppatn mUAN > Agitoupyia. QO

2 | XtnvoBovn Evepyomoinon Aeitoupylag AP, emilé€te Natl.| 1@«-O

[D.2] WPS: Zuvbeaote tov npoaoappoyéa WLAN otov SpoploAoyntn:

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W P DAIKIN
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1 |MetaBelte oto [D.2]: AcUppatn TUAN > WPS. Q-0
2 |2tnvoBovn Zuvdeon oto o1klako &1KTuo, eminétte OK. Q-0
[D.3] Emavadopd: Enavadépete tov mpooappoyeéa WLAN:
1 |MetaPelte oto [D.3]: AcUppatn mUAn > Emavadopd. Q-0
2 |2tnv 0Bovn Emavadopd tng muUAng, emiréfte OK. QO
[D.4] NAnpodopieq  OUOKEUNG: 2upPouleuteite TIC TAnpodopiec yla Tov
npooappoyea WLAN:
1 |MetaBelte oto [D.4]: AcUppatn TUAN > MAnpodopieg QO
OUOKEUNG.
2 |EAéytre ta otoeia SSID, A1evBuvon MAC katl Z€1p1aKOG Q-0
ap1OuoG.
06nyog avadopag xpnotn |4 DAIKIN ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W
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5 | ZupBouAég e€olkovopunong evépyeLag

5 2upBoulec e€olkovounonc eVEPYELOC

ZUUPBOUAEG OXETIKA HE TN OeppoKpacia xwpou

= H emBupntn Beppokpacia ywpou dev Ba mpémnel MOTE va eivat umepPoALka
vnAn (otn Aewtoupyla Bépuavong) f umepPolikd yxaunAn (otn Astoupyia
Poénc), aAka va elval MANTA cUpdwvn PE TIG TIPAYUATIKEG 0aG avaykec. Kabe
Babuog Beppokpaoiag mou kepdilete Umopel va PHELWOEL EWG KAl 6% TO KOOTOC
Béppavonc/Puéne.

= MHN audavete tnv emiBupnt Bepuokpacia Ywpou ylo va EMITAXUVETE TN
Bépuavon Tou xwpou. O xwpocg AEN Ba leotabel ypnyopdtepa.

= 'Otav n O&lataén TOU OCUOTAMOTOG 0aG TepAapBAavel apyoUg EKTTOUMOUG
Bepuotnrag (mapadelypa: evbodamedla Bépuavon), va amodpelyeTe UEYAAESG
Slakupdvoelg Tng emBupntng Bepuokpaciag xwpou kat va MHN adrvete
Bepuokpaoia xwpou va pelwbel uTtepBOALKA. Oa XPELAOTEL TIEPLOCOTEPOC XPOVOC
Kal evépyela yla va eotabel Eava o xwpoc.

= Xpnoluonotrjote éva efdouadlalo mpdypappa yla TG cUVABELG AVAYKES 0ag yla
Bépuavon 1 Puen xywpou. Av elval amapaltnto, Unopeite va amokAivete eUkoAa
aro To TPOYPAUUA:

- o ouvtouOTEPEG XPOVIKEG Tieplodoug: MTopelte va  QKUPWOETE TNV
TIPOYPAULATIOEVN BepoKpACia XWPOU WG TNV EMOWUEVN TIPOYPAUUATIOUEVN
evépyela. Napddstypa: ‘'Otay KAVETE MAPTL A OTAV GEVYETE ATO TO OTITL YL
Alyeg wpeg.

- [la peyaAlTepeg XpovikeG Teplodouc: Mmopelte va XpNOLUOTIOLCETE TN
Aettoupyla Slakomwy.

ZUMPBOUAEG OXETIKA e TN Oeppokpaoio e§EpXOLEVOU VEPOU

= 3Tn Aewoupyia  Béppavong, pla  xapnAotepn emBuunt  Bepuokpaocia
efepyouevou vepol efaodalilel xaunAotepn KatavaAwon eVEPYELOG  Kal
KaAUTepn amodoaon. 2tnv Puén, toxvel To avtiBeTo.

= PuBulote tnv emBuuntr Bepuokpaoia EepxdevVoL vepol avaloya UE TOV TUTIO
ekmopnol Beppotntag. Nopadsypo: H svbodamedia Oépuavon €xel oxedlaoTel
yla va TTapAyeL e€epXOUEVO VEPO XaunAOTePNG Beppokpaaciag oe ouyKkpLon UE Ta
kaAopldEp kal toug Beppomoumnouc avtiiag Beppdtnrac.

JUPBOUAEG OXETIKA pE TN Beppokpacia Soxeiov ZNX

= Xpnolpomnotrjote eva eRdopadlaio mpdypappa yla TIG cUVABELS avAayKkeg oag o€
{eoT6 vepod xpnong (Lovo otn Aettoupyla PoypauUaTIOOU).

- Mpoypaupatiote T B€puavon Tou doxeiou ZNX og pLo TpokaBopLlopeVn TLUN
(Aveon = upnAotepn Beppokpacia doxelou ZNX) katd Tn Slapkela TNG vUXTAC,
emeldr| TOTE Ta altpata Bépuavong xwpou elvat Ayotepa.

- Edv n Oépuavon tou Ooxelou ZNX pia ¢dopd tn vUxta Oev emapkel,
Tipoypappatiote oupmAnpwpatiky Bépuavon tou boxelov ZNX o ula
nipokaBoplopévn TN (Eco = yapnAotepn Beppokpacia doxelou ZNX) katd tn
SlapKeLa TNG NUEPQC.

= BeBawwBeite otL n emBupunth Bepuokpacia Soxelou ZNX AEN elval efalpetika
uPnAn. Mapddeypa: Metd and TNV eyKATAoTAON, UEWOTE TN Bepuokpacia tou
Soxelou ZNX katd 1°C kaBe nuépa Kol eAEYETE €AV €XETE AKOUA APKETO (€0TO
VEPO.

= Mpoypappatiote tnv ENEPFOMOIHZH tou kukAodopntr (eotol vepol XPHONG
HOVO KaTA TLG TIEPLOSOUC TN NUEPQC OTLG OToleg Xpeldleote Apeca (E0TO VEPO.
Napadetlypa: Katd TIc mpwLVES Kal TG PPadlveég wWpPeC.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W P DAIKIN 06ny6C avadopds xpHotn
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6 | Zuvtipnon kat o€pPLg

6 Zuvtnpnon KoL oepPLC

6.1 Emiokomnon: Zuvtnpnon Kot o€pPLg

O eyKATOOTATNG TIPETIEL VAL KTEAEL Llal ETACLA gpyacia cuvtApnong. Mmopeite va
Bpeite Tov aplOpod emkovwviag/umooTApPLENC XPNOLLLOTIOLWVTAC TO XELPLOTHPLO.

1 |MetaBelte oto [8.3]): MAnpodopieg > Zto1xeia QO
QVT LITPOCWIOU.

Q¢ TEAIKOG XpAOTNG, TIPETIEL VA KAVETE TA €M C:
= Alatnpelte TNV meploxn yupw amo tn povada kabapn.

= Na Slatnpelte To XElPLOTPLO KABAPO XPNOLUOTIOLWVTAC £V OIAAO, VWO Tavi.
Na MHN xpnoluomolelte amoppumavTkA.

= EAEYXETE TAKTIKA Qv N TiEON TOU vEPOU glval mavw amo 1 bar.

WuKTIkO péco

AUTO TO Tpoidy TepLEXEL dBoplovya agpta tou Beppoknmiov. MHN ekAUete aépla
otnv atuododalpa.

Tumocg Puktikov: R32

Auvapuikd mAavnTtikig umtepBeépuavong (GWP): 675

EIAONOIHZH
H woxvouoa vopoBecia avadopikd pe ta $pOoplolxa aépia tou Begppoknmiou

anattel N mMAnpwon YukTkoL TNG povadag va UTIoSELKVUETAL UTIO Lopdr BApOUG Kat
Looduvapou CO,.

TUMOG yla ToV UNMOAOYLOMO TwV TOVWV Leoduvapov CO,: Tiurp GWP tou YPuKTIKoU
LETOU X OLUVOALKT TIARpwan YukTikoL [oe kg]/1000

ETlLkOWVWVNOTE e TOV TEXVIKO EYKOTACTOONG 0AG YLA TIEPLOCOTEPEC TANPOdOopLEC.

MNPOEIAONOIHZH: EYDAEKTO YAIKO

To PUKTIKO UECO OTO E0WTEPLKO TNG Lovadag elvat Aa eVOAEKTO.

MPOEIAOMNOIHZH

H ouokeun Ba tomoBetnBel oe xwpo xwplg mNyeg avadAetng Stapkoug Asltoupylag
(mapdadelypa: yuuveg dAoyeg, Aeltoupyoloa OCUCKEULN aepiou 1 Aeltoupyoloa
nAeKTpLKr Bepudotpa).

MPOEIAOMNOIHZH
= MHN Sokiudoete va Slatproete f va KA ete e€aptruata Tou KUKAOU PUKTLIKOU.

= MHN xpnoluomoleite UAKA kaBaplopol r péoa emtayxuvong tng Stadikaoiag
aroPuéng GANa Ao QUTA TTOU CUVLOTA O KATOOKEUAOTNAG.

> B

* No BupaoTe OTL TO PUKTLIKO 0TO E0WTEPLKO TOU CUCTAUATOC E(val AOCUO.

08nyog avadopag xpriotn 4 DAIKIN ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W
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6 | Zuvtipnon kat o€pPig

MPOEIAONOIHZH
To PUKTIKO péoa otn povada elvat Nria eUAEKTO, AN, UTIO KAVOVIKEG CUVONKEG,

AEN Slappéet. Eav To PukTiko Stappeloel oto SWUATLO Kol EABEL oe emadr) pe Aoy
anod Kauotnpa, Beppavtiko cwpa r kouliva, evoexetal va TPokAnBel mupkayLa r va
oxnuotiotel emPAaBEc agplo.

Q¢€ote eKTOC Aettoupylag omoleadnmote eUGAEKTEG CUOKEVEG BEpUavang, aeploTte To
XWPO KAL ETUKOWVWVAOTE LLE TOV QVTUTPOOWTTO Artd TOV OToloL ayopdoate Tn povada.

MHN XpNGOLUOTIOLNCETE TN HOVASA WOTIOU EVAC TEXVIKOG EMIPBERALWAOEL OTL TO ONEi0
Qo To onolo SLEPPEVTE TO PUKTIKO LECO EXEL ETUOKEVOOTEL.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W P DAIKIN 06ny6C avadopds xpHotn
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7 | Avtipetwriion mpoBAnuatwy

7 Avtlpetwriion mpoANUATWY
Erukowvwvio

Eqv avTlpeTwmnilete T CUUMTWHATA TTOU TEPLYPAPOVTAL TTAPAKATW, UTOPEITE va
SoKLUAOoETE va eMAVOETE HOVOL 00C TO TPORANUa. Ma tuxov aAAa mpofAruaTa,
ETUKOWWVNAOTE HE TOV €yKATAOTATN oag. Mmopeite va Bpelte tov apBuo
ETUKOWVWVIAG/UTOOTAPLENC XPNOLLLOTIOLWVTAC TO XELPLOTHPLO.

1 |MetaBelte oto [8.3]): MAnpodopieg > Zto1xeia (@:-O
QVT LITPOCWIOU.

7.1 T va epdavioete to kelpevo Bonbelac oe nepintwon
SuoAeltoupylac

Ye mepintwon SuoAeltoupyiag, otnv apxlky oBovn eudavidovtal ta akdéAouba
avahoya pe tn coBapotnta:

BAY SHAApa
AN AuoAeltoupyia

Mrmopeite va AdBete plo oUVIOUN KAl HlO  OVAAUTIKA  Tteplypadr NG
SuoAeltoupylacg we e€nc:

1 |MatnoTe ToV apLOTEPO ETIAOYEQ YLOL VAL OVOLEETE TO KUPLO EVOU QO
Kat petafeite oto otolxelo AucAeitoupyia.

Amotéheoua: #2tnv 086vn epdaviletal pla cuvtoun meplypadn
TOU OPAAUATOC KAl 0 KWOLKOC PAAUATOC.

2 | MNatnote ? otnv 066vn odAAUATOG. ?

Anotéheoua: #2tnv 080vn eudavileTal pia avaAluTiki
neplypadr Tou ohAAUATOC.

7.2 Tl va eAEYEETE TO LOTOPLKO SUOAELTOUPYLWV

ZuvOnkeg: To eninedo mpoofaong xpnotn €xeL pUBULOTEL 08 TTPOXWPNUEVO TEALKO

xpnotn.
1 |MetaBelte oto [8.2]: NAnpodopieg > IoTOP1KO Q-0
SUCGAELTOUPYLWV.

Oa epdaviotel pla Alota pe T o npoodateg SuoAeltoupylec.

06nyog avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W{(3.) + ETBH/X16DA6V+9W
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7 | Avtipetwrion mpoBAnUaTwyY

7.3 Zoumtwpa: Kavel moAU kpuo ((€otn) oTto oaAovL oag

MOavn attia

AopOwTIKA EVEPYELDL

H emBupntr Bepuokpacia xwpou sival
TIOAU xapnAr (UhnAn).

Auénote (LeEwwoTe) TNV eMBUUNTA
Bepuokpaoia ywpou. Avatpélte otnv
evotnta "4.6.4 Ma va aA\Géete v
emBupuntn Bepuokpaaoia ywpou" [» 33].

Av 10 pORANLa mapoucLaleTal
KaBnuepwva, KAvte éva amo ta €ENG:

= Auénote (uewworTe) ™mv
nipokaBoplopévn T Bepuokpaciog
XWPOU. Avatpéfte OtV €VOTNTA
"4.8.1  Xprjon  mpokoBoplopévwy
Twv" [» 39].

= MpocapuooTE TO TPOYPAUUQ
Bepuokpaciog ywpou. Avatpélte otnv
evotnta "4.8.3 Xprjon Kat kKaBopLlouog
TIPOYPOUUATWY" [» 42] Kal
"4.8.4 06dvn TIPOYPAUUATWV:
MNapadetypa [» 43].

Aev eival duvatn n emitevén Ing
emBupNTC Beppokpaciog xwpou.

Auénote Vv emBupnt Beppokpacia
e€epyOUEVOU vEPOU cUUDWVA E TOV
TUTIO EKTIOUTION BepuoTnTaG. AVaTpEtTe
otnv evotnta "4.6.5 Na va aAGEeTE TNV
emBupntn Bepuokpaoia e€epydpevou
vepou" [» 34].

H kaumuAn avtiotabpuiong Sev €xet
puBulotel cwotd.

MNpocappUOOTE TNV KOUTTUAN
avtotadbulong. Avatpéfte otnv evotnta
"4.9 KapmuAn avtiotaBuong” [» 47].

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW

Daikin Altherma 3 H HT F+W
4P586456-1A —2020.01

PDAIKIN

08nyog avadopdg xprnotn

61



7 | Avtipetwriion mpoBAnuatwy

7.4 'Evéelen: To vepo TG Bpuonc elval oAU Kpuo

MOavn attia ALopOwWTIKA EVEPYELL
To Ceoto vepod xpriong e€avtAnbnke Av xpelaleote dueoa (e0TO VEPO
Aoyw aouvhBlota uPnAng XPNONC, EVEPYOTIOLNOTE TN AELTOUpyia
KQTOVAAWONG. Avvopikr Agitoupyila tou Soyelou

ZNX. Qotooo, e autov Tov TpoTo Ba
katavaAlwBbel emumAgov evépyela.
Avatpétte otnv evotnta "4.7.6 Xpnon
¢ Suva ki Aettoupylag ZNX" [» 38].

H emBuuntr Bepuokpacia doxelou ZNX
elval TOAU YapnAn.

Av 1o TpORAN LA mapoucLaleTal
KaBnuepva, Kavte éva amnod ta eENG:

= Auérote TNV TPOKABOPLOUEVN TN
¢ Bepuokpaciag doxelou  ZNX.
Avatpétte otnv evotnta "4.8.1 Xpron
npokaBoplopévwy Tiuwv" [ 39].

= MPOCAPUOCTE TO TIPOYPOUUA  TNG
Bepuokpaoiag doxelou ZNX.
Napadetypa: Mpoypappatiote
CUMTMANPWHATIKA  Bépuavon  Tou
doxelou ZNX oe pia mpokaBoplopévn
Ty (Znueio puBuiong Eco =
XapnAotepn Beppokpacia  doxeiou)
Katd Tt SldpKEld  TNG  NHEPQAC.
Avatpgtte otnv evotnta "4.8.3 Xpnon
Kal KaBopLopog
mpoypoupdTWY" [» 42] Ka
"4.8.4 06dvn TIPOYPAUUATWV:
MNapdadetypa [» 43].

7.5 ZVvumtwpa: Avendpkela aviAlacg Bepuotntag

Ye nepimtwon duoAettoupyiag tng avtAiag Bepuotntag, o edhedplkdc Beppavtnpag
A/kat n avtiotaon Soxelou pmopel vo AETOUPYAOEL WG ovotnua B€puavong
EKTAKTNG avaykng. Etol Ba kaAudBel n avaykn yla B€ppavon eite autouata e(Te pe
XElpokivnTn aAAnAenidpaon.

= 'Otav n Aewtoupyla EKTaKTN avAyKn ¢€xel oplotel oe Autdpata Kot
napouctactel Sucheltoupyia TG avtAlog BeppotnTac:

- Ta to povtého ETVH/X: O edebpikdc Bepuavtnpag KOAUTTEL QUTOHATA TNV
avaykn yla mapaywyr| {eotol vepou Xpriong Kat BEppavon xwpou.

- Tta to povtého ETBH/X: O edebpikdc Bepuavtr)pag KOAUTTEL QUTOUATA TNV
avaykn yla Bépuavon kat n avtiotacn 6oxelou oto mpoalpetikd doxelo
KQAUTITEL QUTOPATA TNV Ttapaywyn (eotol vepoL xpronc.

= ‘Otav n Aewtoupyia EKTOKTN avaykn €xel oplotel otn pubulon Xe1pokivnta
Kal mapouactaotel SuoAettoupyla TG avtAiag Bepudtntag, ol Aettoupyiec (eotol
VEPOU XpRaong Kal BEpuavong Xwpou OTAUATOUV.
Mo va TIG emavapEPETe XELPOKIVNTA HECW TOU Xelplotnplou, petaPeite otnv
0Bdvn tou Baowkol pevou AucAeiltoupyila kal emPBefalwote av 0 ehpedpkdg
Bepuavtnpag A/kal n avtiotacn Soxelou pmopel va KAAUPEL TNV avaykn yla
Bépuavon n oxL.

08nyog avadopag xpriotn
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7 | Avtipetwrniion mpofAnudtwy

= EvaAaktikd, av n Aettoupyia EKTAKTN avAykn €xeL pubuLotel os:

- TIEPLOPLONOG autopatng OX/evepyomoinon ZNX, n Bépuavon xwpou
LELWVETAL aAAG N AelToupyia {eotol vepou Xpriong lval akoun Stabgotun.

- MEPLOPLONOG auTopatng OX/amevepyomoinon ZNX, n Bépuavon xwpou
LELWVETAL Kal N Aettoupyla (eotol vepou xprnong AEN elval Stabgotun.

- KOVov1iKf autopatn OX/amevepyomoinon ZNX, n Bépuavon xwpou
Aettoupyel kavovikd, aAAd n Aettoupyla leotol vepol xprnong AEN elval
dlaBéatun.

Opolwg, onwe kat otn puBulon Xeipokivnta, n povada umopel va KaAUPEL

OAOKANPN TNV avdaykn pe Tov ededplkd Beppavtinpa r/kat tnv avtiotaon

Soxelou, av o XpNoTNg TNV EVEPYOTIOINOEL HECW TNG 0BovNng Bacikol pevoy

AuoAeltoupyia.
Ye nepimtwon BAGBNC tng avtAlog BepudTnTag, 0TO XElpLoThPLo Ba epdavioTel n
€voeLen Al o
MOavA attia AopOwTIKA EVEPYELDL
H avtAla Bepuodtntag €xel umooTetl Avatpétte otnv evotnta "7.1 Na va
BAABN. epdavioete to kelpevo Bonbelag os
nepintwon SuoAettoupyiag” [» 60].

MNAHPO®OPIEZ

‘Otav 10 €dedpkd ovotnua Béppavong n n avtiotaon Soxelouv avalaBouv va
KaAUouv TNV avaykn yla Bépuavon, n Katavalwon pevpatog Ba eival onpavTika
unAotepn.

i @

7.6 'EvOeltn: To cLOTNHA TTAPAYEL XOUC TPEXOUEVOU VEPOU PETA TNV
apxLKN €KKivnon

MOavn attia AopOwTIKA EVEPYELDL
YTapxeL a€pac 0To cUOTNHA. E€aepwote to cvotnpa.®
Alddpopec SuoAettoupyleg. EAéyEte av epdaviletal n evOelén JAN o

otnv apxLkn 0Bovn tou
Xelplotnpiou. Avatpéfte otnv evotnta
"7.1 T va epdavicete 1o Kelpevo
BonBelag os mepintwon
SuoAettoupylac” [» 60] ya
TEPLOCOTEPEC TTANPOPOPLEG OXETIKA LIE
™ SuoAeltoupyia.

@ suviotdral e€aépwaon Le Xpron TNe Asttoupyiac eEaépwong Tng pHovadag (mpémet va
EKTEAEOTEL aItd TOV EYKATAOTATN). AV TIPAYLATOTIOWOETE EEAEPWOT ATIO TOUG EKTIOUTOUG
BepUOTNTAC N TOUG CUAEKTEC, AdBeTe uTIOYPN Ta €EAC:

MPOEIAONOIHZH
Eaépwon sekmopnwv BOeppdtntag | oUAAeKTwv. [1poTOU TPAYUOTOTIOW|OETE

€€0EPWON OTOUG EKTIOUTOUG BEPUOTNTAG ) TOUG CUAAEKTEG, EAEYETE av epdavileTal n

EvOeLen Q N & oTNV apxLkn 0Bovn Tou Xelplotnpiou.
= Av bev epdavileTal, UMOPE(Te va TPAYLOTOTOLNOETE E€QEPWAN AUECWE.
= Av eudavitetal, BeBalwbelte 0TL 0 YWPOG TOU BEAETE va e€aepwoeTe aepiletal
EMAPKWG. Attio: AV TPAyUOTOTOL)OETE EAEPWON OTOUG EKTIOUTIOUC BepUOTNTOG

N Toug OUAAEKTeC, evdeéxeTal va mpokAnBel Sappor) YukTikol oTo KUKAWA
vepoU Kat, KATOmLY, 0TO XWPO.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+OW 4 DAIKIN 08ny66 avadopdg xprotn
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8 AMayn Beonc

8.1 Emokomnnon: ANayn B€ong

Eav Béhete va aAldgete Tn B€on KATOWWY TUNUATWY TOU CUCTAHATOC oag (Tou
XElploTnpiou, TNG €0WTEPIKAG Hovadag, Tng eéwteplkng povadag, tou Soxelou
ZNX...), ETUKOWVWVNOTE UE TOV EYKATAOTATN cac. Mrmopeite va Bpeite Tov aplBuo
ETUKOWVWVIAG/UTOOTAPLENG XPNOLLLOTIOLWVTAG TO XELPLOTHPLO.

06nyog avadopag xpnotn 4 DAIKIN ETVH/X16518+23DA6V+9W{(3.) + ETBH/X16DA6V+9W
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9 | Andppubn

9 Anoppdn

EIAONOIHZH
MHN mpoomaBrioeTe va QMOCUVAPHOAOYNOETE [OVOL CaG TO OUOTNUA: N

QTIOCUVAPUOAOYNON TOU CUGTAUATOC, O XELPLOUOG TOU PUKTLIKOU, Tou AadLlol Kol TwV
OMwV TUnuatwy MPEMEl va cuppopdwvovtal Pe tv Loxlouca vopoBeoia. Ot
povadeg TMPEMElI va umoPaMovtal oe emefepyacia o€ €OWKR  eykatdotaon
enetepyaoiag yla emavaypnoLlonoinon, avakukAwon Kat avakTnon.

ETVH/X16518+23DA6V+9W(G) + ETBH/X16DA6V+9W P DAIKIN 06ny6C avadopds xpHotn
Daikin Altherma 3 H HT F+W o
4P586456-1A — 2020.01



10 | Mwooapt

10 MAwooapt

ZNX = Zeoto vepO XpAoNG
Ze0TO VEPO TIOU XpNolpomnoleltal, o€ omolovOAToTe TUTO KTnplou, yla
OLKLAKOUG oKOTIOUG.

OE{N = OeppoKkpaoio e§epXOpEVOU VEPOU
H Bepuokpacia Tou vepol otnv €€080 vepoL tTnNC avtAiag BepudTnTac.

AvTLnpOownog
AlavouEgag TWARCEWY TOU TPOIOVTOG.

E€ouoL060TNIEVOG EYKATAOTATNG
E€el&IKeELEVOC TEXVIKOC TTOU €XEL €€0UGLOSOTNOEL YL TNV EYKATAOTAON TOU
npolovToG.

Xpnotng
To QTOMO OTO OTOLO AVNKEL TO TIPOLOV f/Kal XelpileTal TO TPOIOV.

loxyouoa vopoBeaoia
'O\ec ot Olebvelg, eUpWTAIKEG, EBVIKEC KL TOTIKEG 08nylec, VOLOL,
Kavoviopol i/kat KwoLKeS TTou oxeT{ovTal e Kol LoXUoUuV yLa éva
OUYKEKPLUEVO TIPOLOV 1) TOUEQ.

Etaupeia o€ppig
E€oualobotnuévn etalpela mou UMopel va eKTEAECEL ) VA CUVTOVIOEL TLG
QTMALTOUEVEC epyacieq 0€pPLg oTo poidv.

Eyxelpidlo eykaraotoong
Eyxelpidlo odnylwy yLa €va GUYKEKPLUEVO TIPOTOV 1| LA CUYKEKPLUEVN
edappoyn Tou eEnyel Tov TPOTO EYKATAOTAONG, PUBLLONG TAPAUETPWY Kal
oLVTAPNONG TOU TIPOLOVTOC ) TNG EPAPLOYAG.

Eyxepidio Asttoupyiag
Eyxelpidlo odnyLwy yLa Vol GUYKEKPLUEVO TIPOLOV 1| LA CUYKEKPLUEVN
edappoyn mou eEnyel TOV TPOTO XELPLOUOU TOU TIPOLOVTOC | TNG EPAPUOYNC.

NopeAkOpeva
Etikéteg, eyxepidia, dUAAA TANPODOPLWY Kal EEOTIALOUOC TTOU OUVOSEVOUY
TO TPOILOV KA TIOU TIPETTEL VAL EYKATAOTAB0UV cUHPWVA LE TIG 00NYieC Twv
TIAPEXOUEVWY €YYPAPWY TEKUNPIWONC.

NpoalpeTIKOg EEOTALOOG
E€omAlopog mou kataokeudletal i €xeL eykplBel amd tnv Daikin kat prmopet
va ouvduaoTel pe To mpoldv ol UWVA UE TIG 0dNYIEC TWV TTAPEXOUEVWY
eyypadwv tekunplwong.

Tou gunopiov
E¢omAlopog mou AEN kataokeudletal amno tnv Daikin kal pnopel va
oLVOUAOTEL e TO TIPOIOV cU b WVA PE TIC 0dNYIieC TwV TTAPEXOUEVWY
eyypadwv Tekunplwong.
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